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Table 1 ‐ Long‐Term Transmission Service Requests Included in Aggregate Facility Study

Customer Study Number Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start 
Date without 

interim 
redispatch

Deferred Stop 
Date without 

interim 
redispatch

Start Date with 
interim 

redispatch

Stop Date with 
interim 

redispatch

Minimum 
Allocated ATC 
(MW) within 

reservation period

Season of 
Minimum 

Allocated ATC 
within reservation 

period

AEPM AG2‐2010‐039 74240998 CSWS CLEC 20 1/1/2011 1/1/2016 7/1/2011 7/1/2016 7/1/2011 7/1/2016 0 11SP
AEPM AG2‐2010‐040 74241004 CSWS CLEC 20 1/1/2012 1/1/2017 1/1/2012 1/1/2017 1/1/2012 1/1/2017 0 12SP
AEPM AG2‐2010‐041 74241007 CSWS CLEC 20 1/1/2013 1/1/2018 1/1/2013 1/1/2018 1/1/2013 1/1/2018 0 16SP
AEPM AG2‐2010‐042 74241231 CSWS CLEC 20 1/1/2014 1/1/2019 1/1/2014 1/1/2019 1/1/2014 1/1/2019 0 21SP
AEPM AG2‐2010‐044 74241256 CSWS EES 65 1/1/2015 1/1/2020 1/1/2015 1/1/2020 1/1/2015 1/1/2020 0 21SP
AEPM AG2‐2010‐045 74241265 CSWS CLEC 116 1/1/2015 1/1/2020 1/1/2015 1/1/2020 1/1/2015 1/1/2020 0 21SP
BPAE AG2‐2010‐030 74237952 WR AMRN 300 12/15/2012 12/15/2032 12/15/2012 12/15/2032 12/15/2012 12/15/2032 0 16SP
CRGL AG2‐2010‐049 74242418 OKGE EES 101 6/30/2012 6/30/2032 6/30/2012 6/30/2032 6/30/2012 6/30/2032 0 16SP
CRGL AG2‐2010‐050 74242429 OKGE EES 101 6/30/2012 6/30/2032 6/30/2012 6/30/2032 6/30/2012 6/30/2032 0 16SP
CRGL AG2‐2010‐054 74242462 NPPD EES 101 6/30/2012 6/30/2032 6/30/2012 6/30/2032 6/30/2012 6/30/2032 0 16SP
CRGL AG2‐2010‐055 74242464 NPPD EES 100 6/30/2012 6/30/2032 6/30/2012 6/30/2032 6/30/2012 6/30/2032 0 16SP
CRGL AG2‐2010‐063 74242546 SECI EES 101 6/30/2013 6/30/2033 6/30/2013 6/30/2033 6/30/2013 6/30/2033 0 21SP
CRGL AG2‐2010‐064 74242552 SECI EES 101 6/30/2013 6/30/2033 6/30/2013 6/30/2033 6/30/2013 6/30/2033 0 21SP
CRGL AG2‐2010‐065 74242553 SECI EES 101 6/30/2013 6/30/2033 6/30/2013 6/30/2033 6/30/2013 6/30/2033 0 21SP
CRGL AG2‐2010‐067 74242743 KCPL CLEC 150 6/30/2012 6/30/2032 6/30/2012 6/30/2032 6/30/2012 6/30/2032 0 16SP
ETEC AG2‐2010‐080 74243005 CSWS CSWS 20 1/1/2011 1/1/2015 6/1/2014 6/1/2018 7/1/2011 7/1/2015 0 11SP
INDP AG2‐2010‐069 74238214 MPS INDN 50 5/31/2014 5/31/2019 5/31/2014 5/31/2019 5/31/2014 5/31/2019 0 21SP
INDP AG2‐2010‐070 74238221 MPS INDN 25 5/31/2014 5/31/2019 5/31/2014 5/31/2019 5/31/2014 5/31/2019 0 21SP
INDP AG2‐2010‐071 74238224 MPS INDN 25 5/31/2014 5/31/2019 5/31/2014 5/31/2019 5/31/2014 5/31/2019 0 21SP
KBPU AG2‐2010‐035 74231191 WR KACY 7 5/31/2012 5/30/2042 6/1/2015 6/1/2045 6/1/2015 6/1/2045 0 12SP
KCPS AG2‐2010‐047 74047521 KCPL EES 82 12/1/2010 12/1/2015 6/1/2015 6/1/2020 7/1/2011 7/1/2016 0 11SP
KCPS AG2‐2010‐048 74213582 KCPL AMRN 100 12/1/2010 12/1/2015 6/1/2015 6/1/2020 7/1/2011 7/1/2016 0 11SP
KEPC AG2‐2010‐072 74241278 WR WR 25 5/31/2011 5/31/2041 6/1/2014 6/1/2044 7/1/2011 7/1/2041 0 11SP
KEPC AG2‐2010‐073 74241308 WR WR 7 5/31/2011 5/31/2041 6/1/2014 6/1/2044 7/1/2011 7/1/2041 0 11SP
KEPC AG2‐2010‐074 74241329 WR WR 14 5/31/2011 5/31/2041 6/1/2014 6/1/2044 7/1/2011 7/1/2041 0 11SP
KEPC AG2‐2010‐075 74241346 WR WR 22 5/31/2011 5/31/2041 6/1/2014 6/1/2044 7/1/2011 7/1/2041 0 11SP
KPP AG2‐2010‐034 74234218 MPS WR 40 5/31/2014 5/31/2024 6/1/2015 6/1/2025 5/31/2014 5/31/2024 0 21SP
LESM AG2‐2010‐018 74224888 NPPD LES 10 1/1/2011 1/1/2016 1/1/2013 1/1/2018 7/1/2011 7/1/2016 0 11SP
MEAN AG1‐2010‐001 73825723 NPPD NPPD 35 1/1/2011 1/1/2041 10/1/2013 10/1/2043 7/1/2011 7/1/2041 0 11SP
MEAN AG2‐2010‐032 74224890 NPPD NPPD 8 1/1/2011 1/1/2016 1/1/2013 1/1/2018 7/1/2011 7/1/2016 0 11SP
MOWR AG2‐2010‐036 74241299 MPS AECI 25 5/31/2014 5/31/2024 5/31/2014 5/31/2024 5/31/2014 5/31/2024 0 21SP
MOWR AG2‐2010‐037 74241300 MPS AECI 50 5/31/2014 5/31/2024 5/31/2014 5/31/2024 5/31/2014 5/31/2024 0 21SP
NPPM AG2‐2010‐031 74224947 NPPD NPPD 1 1/1/2011 1/1/2016 7/1/2011 7/1/2016 7/1/2011 7/1/2016 0 11SP
NTEC AG2‐2010‐082 74243113 CSWS CSWS 29 1/1/2011 1/1/2015 6/1/2014 6/1/2018 7/1/2011 7/1/2015 0 11SP
OGE AG2‐2010‐025 74032254 OKGE OKGE 198 12/1/2011 12/1/2036 1/1/2015 1/1/2040 12/1/2011 12/1/2036 0 12SP
OGE AG2‐2010‐026 74032269 OKGE OKGE 30 12/1/2011 12/1/2036 1/1/2015 1/1/2040 12/1/2011 12/1/2036 0 12SP
OMPA AG2‐2010‐038 74241908 OKGE OKGE 8 10/31/2011 10/31/2021 10/31/2011 10/31/2021 10/31/2011 10/31/2021 0 12SP
OMPA AG2‐2010‐046 74242052 WR OKGE 9 1/1/2012 12/31/2013 1/1/2012 12/1/2013 1/1/2012 12/1/2013 0 12SP
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Table 1 ‐ Long‐Term Transmission Service Requests Included in Aggregate Facility Study

Customer Study Number Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start 
Date without 

interim 
redispatch

Deferred Stop 
Date without 

interim 
redispatch

Start Date with 
interim 

redispatch

Stop Date with 
interim 

redispatch

Minimum 
Allocated ATC 
(MW) within 

reservation period

Season of 
Minimum 

Allocated ATC 
within reservation 

period

SPSM AG1‐2010‐004 73746432 SPS SPS 10 6/30/2011 6/30/2031 6/1/2015 6/1/2035 7/1/2011 7/1/2031 0 12SP
SPSM AG1‐2010‐005 73746434 SPS SPS 10 6/30/2011 6/30/2031 6/1/2015 6/1/2035 7/1/2011 7/1/2031 0 12SP
SPSM AG1‐2010‐006 73746435 SPS SPS 10 6/30/2011 6/30/2031 6/1/2015 6/1/2035 7/1/2011 7/1/2031 0 12SP
SPSM AG1‐2010‐007 73746438 SPS SPS 10 6/30/2011 6/30/2031 6/1/2015 6/1/2035 7/1/2011 7/1/2031 0 12SP
SPSM AG1‐2010‐008 73746440 SPS SPS 10 6/30/2011 6/30/2031 6/1/2015 6/1/2035 7/1/2011 7/1/2031 0 12SP
SPSM AG2‐2010‐005 74117894 BLKW SPS 50 12/1/2010 3/1/2012 6/1/2015 9/1/2016 7/1/2011 10/1/2012 0 11SP
SPSM AG2‐2010‐006 74117909 BLKW SPS 50 12/1/2010 1/1/2013 6/1/2015 7/1/2017 7/1/2011 8/1/2013 0 11SP
SPSM AG2‐2010‐004 74117914 BLKW SPS 50 12/1/2010 1/1/2013 6/1/2015 7/1/2017 7/1/2011 8/1/2013 0 11SP
SPSM AG2‐2010‐013 74227430 CSWS SPS 100 5/31/2014 5/31/2019 5/31/2014 5/31/2019 5/31/2014 5/31/2019 0 21SP
SPSM AG2‐2010‐014 74227435 CSWS SPS 100 5/31/2014 5/31/2019 5/31/2014 5/31/2019 5/31/2014 5/31/2019 0 21SP
SPSM AG2‐2010‐015 74227483 SPS SPS 161 1/1/2012 1/1/2027 6/1/2015 6/1/2030 1/1/2012 1/1/2027 0 12SP
SPSM AG2‐2010‐016 74229345 SPS SPS 205 5/31/2012 5/31/2032 6/1/2015 6/1/2035 5/31/2012 5/31/2032 0 12SP
SPSM AG2‐2010‐017 74229525 SPS SPS 205 5/31/2013 5/31/2033 5/31/2013 5/31/2033 5/31/2013 5/31/2033 0 16SP
TEA AG2‐2010‐011 73981724 SPA AMRN 25 1/1/2011 1/1/2016 7/1/2011 7/1/2016 7/1/2011 7/1/2016 0 11SP
TEA AG2‐2010‐012 73981725 SPA AMRN 25 1/1/2011 1/1/2016 7/1/2011 7/1/2016 7/1/2011 7/1/2016 0 11SP
TEXL AG2‐2010‐081 74243045 CSWS CSWS 30 1/1/2011 1/1/2015 6/1/2014 6/1/2018 7/1/2011 7/1/2015 0 11SP
TVAM AG2‐2010‐010 73877198 SECI AECI 165 1/1/2012 1/1/2017 6/1/2014 6/1/2019 6/1/2014 6/1/2019 0 12SP
WFEC AG2‐2010‐023 74227938 WFEC WFEC 260 3/1/2017 3/1/2042 3/1/2017 3/1/2042 3/1/2017 3/1/2042 0 21SP
WFEC AG2‐2010‐024 74227946 WFEC SPS 40 3/1/2017 3/1/2042 3/1/2017 3/1/2042 3/1/2017 3/1/2042 0 21SP
WRGS AG1‐2010‐003 73822803 SECI WR 200 8/31/2012 8/31/2022 1/1/2015 1/1/2025 8/31/2012 8/31/2022 0 16SP

3953
Note 1: Start and Stop Dates with interim redispatch are determined based on customers choosing option to pursue redispatch to start service at Requested Start and Stop Dates or earliest date possible.
Note 2: Start dates with and without redispatch are based on the assumed completion dates of previous Aggregate Transmission Service Studies currently being conducted.  Actual start dates may differ from the potential start dates upon 
completion of the previous studies. 
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Table 2 ‐ Total Revenue Requirements Associated with Long‐Term Transmission Service Requests

Customer Study Number Reservation

Engineering and 
Construction Cost of 
Upgrades Allocated 
to Customer for 

Revenue 
Requirements

1Letter of Credit 
Amount Required

2Potential Base 
Plan Engineering 
and Construction 
Funding Allowable

Notes

4Additional 
Engineering and 
Construction Cost 

for 3rd Party 
Upgrades

3Total Revenue 
Requirements for 
Assigned Upgrades 

Over Term of 
Reservation 

WITHOUT Potential 
Base Plan Funding 

Allocation

3 5Total Revenue 
Requirements for 
Assigned Upgrades 

Over Term of 
Reservation WITH 
Potential Base Plan 
Funding Allocation

Point‐to‐Point 
Base Rate Over 

Reservation Period

4Total Cost of Reservation 
Assignable to Customer 

Contingent Upon Base Plan 
Funding

AEPM AG2‐2010‐039 74240998  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
AEPM AG2‐2010‐040 74241004  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
AEPM AG2‐2010‐041 74241007  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
AEPM AG2‐2010‐042 74241231  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
AEPM AG2‐2010‐044 74241256  $                     828,930   $                                ‐   $                  828,930   Indeterminate   $                  1,049,207   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
AEPM AG2‐2010‐045 74241265  $                  1,471,070   $                                ‐   $              1,471,070   Indeterminate   $                  1,861,988   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
BPAE AG2‐2010‐030 74237952  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $           61,056,000  $                           61,056,000 
CRGL AG2‐2010‐049 74242418  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $           28,603,200  $                           28,603,200 
CRGL AG2‐2010‐050 74242429  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $           28,603,200  $                           28,603,200 
CRGL AG2‐2010‐054 74242462  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $           28,603,200  $                           28,603,200 
CRGL AG2‐2010‐055 74242464  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $           28,320,000  $                           28,320,000 
CRGL AG2‐2010‐063 74242546  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $           28,603,200  $                           28,603,200 
CRGL AG2‐2010‐064 74242552  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $           28,603,200  $                           28,603,200 
CRGL AG2‐2010‐065 74242553  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $           28,603,200  $                           28,603,200 
CRGL AG2‐2010‐067 74242743  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $           52,676,640  $                           52,676,640 
ETEC AG2‐2010‐080 74243005  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
INDP AG2‐2010‐069 74238214  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $             2,544,000  $                              2,544,000 
INDP AG2‐2010‐070 74238221  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $             1,272,000  $                              1,272,000 
INDP AG2‐2010‐071 74238224  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $             1,272,000  $                              1,272,000 
KBPU AG2‐2010‐035 74231191  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $             2,136,960  $                              2,136,960 
KCPS AG2‐2010‐047 74047521  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $             5,805,600  $                              5,805,600 
KCPS AG2‐2010‐048 74213582  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $             5,088,000  $                              5,088,000 
KEPC AG2‐2010‐072 74241278  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
KEPC AG2‐2010‐073 74241308  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
KEPC AG2‐2010‐074 74241329  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
KEPC AG2‐2010‐075 74241346  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
KPP AG2‐2010‐034 74234218  $                  3,000,000   $                                ‐   $              3,000,000   Indeterminate   $                  6,301,594   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
LESM AG2‐2010‐018 74224888  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
MEAN AG1‐2010‐001 73825723  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
MEAN AG2‐2010‐032 74224890  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
MOWR AG2‐2010‐036 74241299  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $             2,544,000  $                              2,544,000 
MOWR AG2‐2010‐037 74241300  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $             5,088,000  $                              5,088,000 
NPPM AG2‐2010‐031 74224947  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $                   85,837  $                                   85,837 
NTEC AG2‐2010‐082 74243113  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
OGE AG2‐2010‐025 74032254  $                  2,281,993   $                                ‐   $              2,281,993   $                              ‐   $                  8,836,916   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
OGE AG2‐2010‐026 74032269  $                     345,756   $                                ‐   $                  345,756   $                              ‐   $                  1,338,924   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
OMPA AG2‐2010‐038 74241908  $                        71,448   $                     71,448   $                               ‐   $                              ‐   $                     159,793   $                    159,793   $                              ‐  $                                 159,793 
OMPA AG2‐2010‐046 74242052  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
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Table 2 ‐ Total Revenue Requirements Associated with Long‐Term Transmission Service Requests

Customer Study Number Reservation

Engineering and 
Construction Cost of 
Upgrades Allocated 
to Customer for 

Revenue 
Requirements

1Letter of Credit 
Amount Required

2Potential Base 
Plan Engineering 
and Construction 
Funding Allowable

Notes

4Additional 
Engineering and 
Construction Cost 

for 3rd Party 
Upgrades

3Total Revenue 
Requirements for 
Assigned Upgrades 

Over Term of 
Reservation 

WITHOUT Potential 
Base Plan Funding 

Allocation

3 5Total Revenue 
Requirements for 
Assigned Upgrades 

Over Term of 
Reservation WITH 
Potential Base Plan 
Funding Allocation

Point‐to‐Point 
Base Rate Over 

Reservation Period

4Total Cost of Reservation 
Assignable to Customer 

Contingent Upon Base Plan 
Funding

SPSM AG1‐2010‐004 73746432  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
SPSM AG1‐2010‐005 73746434  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
SPSM AG1‐2010‐006 73746435  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
SPSM AG1‐2010‐007 73746438  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
SPSM AG1‐2010‐008 73746440  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
SPSM AG2‐2010‐004 74117914  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $             2,245,000  $                              2,245,000 
SPSM AG2‐2010‐005 74117894  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $             1,347,000  $                              1,347,000 
SPSM AG2‐2010‐006 74117909  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $             2,245,000  $                              2,245,000 
SPSM AG2‐2010‐013 74227430  $                     163,657   $                                ‐   $                  163,657   $                              ‐   $                     308,264   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
SPSM AG2‐2010‐014 74227435  $                     163,657   $                                ‐   $                  163,657   $                              ‐   $                     308,264   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
SPSM AG2‐2010‐015 74227483  $                        28,166   $                                ‐   $                    28,166   $                              ‐   $                       51,409   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
SPSM AG2‐2010‐016 74229345  $                     204,682   $                                ‐   $                  204,682   $                              ‐   $                     450,540   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
SPSM AG2‐2010‐017 74229525  $                     204,682   $                                ‐   $                  204,682   $                              ‐   $                     488,259   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
TEA AG2‐2010‐011 73981724  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $             1,272,000  $                              1,272,000 
TEA AG2‐2010‐012 73981725  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $             1,272,000  $                              1,272,000 
TEXL AG2‐2010‐081 74243045  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
TVAM AG2‐2010‐010 73877198  $                                  ‐   $                                ‐   $                               ‐   Indeterminate   $                                  ‐   $                                 ‐   $             8,395,200  $                              8,395,200 
WFEC AG2‐2010‐023 74227938  $                12,025,658   $             12,025,660   $                               ‐   $                              ‐   $               47,960,655   $              47,960,660   $                              ‐  $                           47,960,660 
WFEC AG2‐2010‐024 74227946  $                  1,942,189   $                                ‐   $              1,942,189   $                              ‐   $                  7,395,604   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 
WRGS AG1‐2010‐003 73822803  $                                  ‐   $                                ‐   $                               ‐   $                              ‐   $                                  ‐   $                                 ‐   $                              ‐  Schedule 9 & 11 Charges 

 $                22,731,888   $            10,634,782   $               76,511,417   $              48,120,453 Grand Total

Note 1: Letter of Credit required for financial security for transmission owner for network upgrades is determined by allocated engineering and construction costs less engineering and construction costs for upgrades when network customer is the 
transmission owner less the E & C allocation of expedited projects. Letter of Credit is required for upgrades assigned to PTP requests. The amount of the letter of credit will be adjusted down on an annual basis to reflect cost recovery based on revenue 
allocation. This letter of credit is not required for those facilities that are fully base plan funded. The Letter Of Credit Amount listed is based on meeting OATT Attachment J requirements for base plan funding.
Note 2: If potential base plan funding is applicable, this value is the lesser of the Engineering and Construction costs of assignable upgrades or the value of base plan funding calculated pursuant to Attachment J, Section III B criteria. Allocation of base 
plan funding is contingent upon verification of customer agreements meeting Attachment J, Section II B criteria. Not applicable if Point-to-Point base rate exceeds revenue requirements.

Note 3: Revenue Requirements (RR) are based upon deferred end dates if applicable. Deferred dates are based upon customer's choice to pursue redispatch. Achievable Base Plan Avoided RR in the case of a Base Plan upgrade being displaced or 
deferred by an earlier in service date for a Requested Upgrade shall be determined per Attachment J, Section VII.C methodology.  Assumption of a 40 year service  life is utilized for Base Plan funded projects.  A present worth analysis of RR on a common
year basis between the Base Plan and Requested Upgrades was performed to determine avoided Base Plan RR due to the displacement or deferral of the Base Plan upgrade by the Requested Upgrade. The incremental increase in present worth of a 
Requested Upgrade on a common year basis as a Base Plan upgrade is assigned to the transmission requests impacting the upgrade based on the displacement or deferral. If the displacement analysis results in lower RR due to the shorter amortization 
period of the requested upgrade when compared to a base plan amortization period, then no direct assignment of the upgrade cost is made due to the displacement to an earlier start date.

Note 4: For Point‐to‐Point requests, total cost is based on the higher of the base rate or assigned upgrade revenue requirements. For Network requests, the total cost is based on the assigned upgrade revenue requirement. Allocation of base plan 
funding will be determined after verification of designated resource meeting Attachment J, Section II B Criteria. Additionally E & C of 3rd Party upgrades is assignable to Customer. This includes prepayments required for any SWPA upgrades. Revenue 
requirements for 3rd Party facilities are not calculated. Total cost to customer is based on assumption of Revenue Requirements with confirmation of base plan funding. Customer is responsible for negotiating redispatch costs if applicable. Customer is 
also responsible to pay credits for previously assigned upgrades that are impacted by their request. Credits can be paid from base plan funding if applicable.
Note 5: RR with base plan funding may increase or decrease even if no base plan funding is applicable to a particular request if another request that shares the upgrade is now full base plan funded resulting in a different amortization period for th
upgrade and thus different RR.
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
AEPM AG2‐2010‐039

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

AEPM 74240998 CSWS         CLEC         20 1/1/2011 1/1/2016 7/1/2011 7/1/2016 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74240998 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74240998 ALUMAX TAP ‐ BANN 138KV CKT 1 6/1/2008 6/1/2008
LACYGNE ‐ WEST GARDNER 345KV CKT 1 6/1/2006 6/1/2006

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74240998 GRIMES ‐ MT. ZION 138KV CKT 1 12/1/2011 12/1/2011 ‐$                          ‐$                                   
Total ‐$                           ‐$                                   

Assignment and cost allocation of Network Upgrades with a Date Upgrade Needed from 6/1/2013 and earlier than the respective reservation End of Term are included in mutually exclusive reservation 74241265.
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
AEPM AG2‐2010‐040

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

AEPM 74241004 CSWS         CLEC         20 1/1/2012 1/1/2017 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74241004 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74241004 ALUMAX TAP ‐ BANN 138KV CKT 1 6/1/2008 6/1/2008
LACYGNE ‐ WEST GARDNER 345KV CKT 1 6/1/2006 6/1/2006

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74241004 GRIMES ‐ MT. ZION 138KV CKT 1 12/1/2011 12/1/2011 ‐$                          ‐$                                   
Total ‐$                           ‐$                                   

Assignment and cost allocation of Network Upgrades with a Date Upgrade Needed from 6/1/2013 and earlier than the respective reservation End of Term are included in mutually exclusive reservation 74241265.
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
AEPM AG2‐2010‐041

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

AEPM 74241007 CSWS         CLEC         20 1/1/2013 1/1/2018 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74241007 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Assignment and cost allocation of Network Upgrades with a Date Upgrade Needed from 6/1/2013 and earlier than the respective reservation End of Term are included in mutually exclusive reservation 74241265.

SPP Aggregate Facility Study
(SPP‐2010‐AGP1‐AFS‐4)

March 4, 2011
Page 20 of 80



Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
AEPM AG2‐2010‐042

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

AEPM 74241231 CSWS         CLEC         20 1/1/2014 1/1/2019 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74241231 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Assignment and cost allocation of Network Upgrades with a Date Upgrade Needed from 6/1/2013 and earlier than the respective reservation End of Term are included in mutually exclusive reservation 74241265.

SPP Aggregate Facility Study
(SPP‐2010‐AGP1‐AFS‐4)

March 4, 2011
Page 21 of 80



Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
AEPM AG2‐2010‐044

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

AEPM 74241256 CSWS         EES          65 1/1/2015 1/1/2020 828,930$                          ‐$                               828,930$               1,049,207$               
828,930$                           ‐$                                828,930$                1,049,207$                

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74241256 CEDARGROVE ‐ SOUTH SHREVEPORT 138KV CKT 1 6/1/2017 6/1/2017 828,930$            2,300,000$                    1,049,207$                   
Total 828,930$             2,300,000$                    1,049,207$                    

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74241256 ALUMAX TAP ‐ BANN 138KV CKT 1 6/1/2008 6/1/2008
ASHDOWN REC (MILLWOOD) ‐ OKAY 138KV CKT 1 7/1/2012 7/1/2012
ASHDOWN REC (MILLWOOD) ‐ PATTERSON 138KV CKT 1 7/1/2012 7/1/2012
BANN ‐ RED SPRINGS REC 138KV CKT 1 7/1/2012 7/1/2012
CLIFTON ‐ GREENLEAF 115KV CKT 1 6/1/2011 6/1/2013
FLATRDG3    138.00 ‐ HARPER 138KV CKT 1 12/1/2009 6/1/2013
GREENLEAF ‐ KNOB HILL 115KV CKT 1 MKEC 6/1/2013 6/1/2013
HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012
LACYGNE ‐ WEST GARDNER 345KV CKT 1 6/1/2006 6/1/2006
MCNAB REC ‐ TURK 115KV CKT 1 7/1/2012 7/1/2012
MEDICINE LODGE ‐ PRATT 115KV CKT 1 12/1/2009 6/1/2013
MEDICINE LODGE 138/115KV TRANSFORMER CKT 1 Displacement 12/1/2009 6/1/2013
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010
OKAY ‐ TURK 138KV CKT 1 7/1/2012 7/1/2012
SE TEXARKANA ‐ TURK 138KV CKT 1 7/1/2012 7/1/2012
SUB 110 ‐ ORONOGO JCT. ‐ SUB 167 ‐ RIVERTON 161KV CKT 1 6/1/2011 6/1/2011
SUGAR HILL ‐ TURK 138KV CKT 1 7/1/2012 7/1/2012
WOODWARD ‐ IODINE 138KV CKT 1 1/1/2010 1/1/2010
WOODWARD ‐ WOODWARD EHV 138KV CKT 1 1/1/2010 1/1/2010
WOODWARD ‐ WOODWARD EHV 138KV CKT 2 1/1/2010 1/1/2010
WOODWARD 345/138KV TRANSFORMER CKT 1 1/1/2010 1/1/2010

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74241256 3GRENWD ‐ HUMPHREY 115KV CKT 1 LAGN 6/1/2013 6/1/2013 ‐$                           ‐$                                   
3GRENWD ‐ TERREBONNE 115KV CKT 1 EES 6/1/2013 6/1/2013 ‐$                           ‐$                                   
3GRENWD ‐ TERREBONNE 115KV CKT 1 LAGN 6/1/2013 6/1/2013 ‐$                           ‐$                                   
BOGALUSA ‐ RAMSAY 230KV CKT 1 CELE 10/1/2012 10/1/2012 ‐$                           ‐$                                   
GIBSON ‐ RAMOS 138KV CKT 1 CELE 6/1/2017 6/1/2017 ‐$                           ‐$                                   
GIBSON ‐ RAMOS 138KV CKT 1 EES 6/1/2017 6/1/2017 ‐$                           ‐$                                   
GRIMES ‐ MT. ZION 138KV CKT 1 12/1/2011 12/1/2011 ‐$                           ‐$                                   
LINE 558 TAP ‐ MT. ZION 138KV CKT 1 6/1/2017 6/1/2017 ‐$                          ‐$                                   

Total ‐$                           ‐$                                   
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
AEPM AG2‐2010‐045

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

AEPM 74241265 CSWS         CLEC         116 1/1/2015 1/1/2020 1,471,070$                      ‐$                               1,471,070$            1,861,988$               
1,471,070$                       ‐$                                1,471,070$             1,861,988$                

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74241265 CEDARGROVE ‐ SOUTH SHREVEPORT 138KV CKT 1 6/1/2017 6/1/2017 1,471,070$         2,300,000$                    1,861,988$                   
Total 1,471,070$          2,300,000$                    1,861,988$                    

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74241265 ALUMAX TAP ‐ BANN 138KV CKT 1 6/1/2008 6/1/2008
ASHDOWN REC (MILLWOOD) ‐ OKAY 138KV CKT 1 7/1/2012 7/1/2012
ASHDOWN REC (MILLWOOD) ‐ PATTERSON 138KV CKT 1 7/1/2012 7/1/2012
BANN ‐ RED SPRINGS REC 138KV CKT 1 7/1/2012 7/1/2012
CLIFTON ‐ GREENLEAF 115KV CKT 1 6/1/2011 6/1/2013
FLATRDG3    138.00 ‐ HARPER 138KV CKT 1 12/1/2009 6/1/2013
GREENLEAF ‐ KNOB HILL 115KV CKT 1 MKEC 6/1/2013 6/1/2013
HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012
KNOBHILL (KNOBHIL4) 138/69/13.2KV TRANSFORMER CKT 1 6/1/2006 6/1/2008
LACYGNE ‐ WEST GARDNER 345KV CKT 1 6/1/2006 6/1/2006
MCNAB REC ‐ TURK 115KV CKT 1 7/1/2012 7/1/2012
MEDICINE LODGE ‐ PRATT 115KV CKT 1 12/1/2009 6/1/2013
MEDICINE LODGE 138/115KV TRANSFORMER CKT 1 Displacement 12/1/2009 6/1/2013
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010
OKAY ‐ TURK 138KV CKT 1 7/1/2012 7/1/2012
SE TEXARKANA ‐ TURK 138KV CKT 1 7/1/2012 7/1/2012
SUB 110 ‐ ORONOGO JCT. ‐ SUB 167 ‐ RIVERTON 161KV CKT 1 6/1/2011 6/1/2011
SUGAR HILL ‐ TURK 138KV CKT 1 7/1/2012 7/1/2012
WOODWARD ‐ IODINE 138KV CKT 1 1/1/2010 1/1/2010
WOODWARD ‐ WOODWARD EHV 138KV CKT 1 1/1/2010 1/1/2010
WOODWARD ‐ WOODWARD EHV 138KV CKT 2 1/1/2010 1/1/2010
WOODWARD 345/138KV TRANSFORMER CKT 1 1/1/2010 1/1/2010

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74241265 3GRENWD ‐ HUMPHREY 115KV CKT 1 LAGN 6/1/2013 6/1/2013 ‐$                           ‐$                                   
3GRENWD ‐ TERREBONNE 115KV CKT 1 EES 6/1/2013 6/1/2013 ‐$                           ‐$                                   
3GRENWD ‐ TERREBONNE 115KV CKT 1 LAGN 6/1/2013 6/1/2013 ‐$                           ‐$                                   
BOGALUSA ‐ RAMSAY 230KV CKT 1 CELE 10/1/2012 10/1/2012 ‐$                           ‐$                                   
GIBSON ‐ RAMOS 138KV CKT 1 CELE 6/1/2017 6/1/2017 ‐$                           ‐$                                   
GIBSON ‐ RAMOS 138KV CKT 1 EES 6/1/2017 6/1/2017 ‐$                           ‐$                                   
GRIMES ‐ MT. ZION 138KV CKT 1 12/1/2011 12/1/2011 ‐$                           ‐$                                   
LINE 558 TAP ‐ MT. ZION 138KV CKT 1 6/1/2017 6/1/2017 ‐$                          ‐$                                   

Total ‐$                           ‐$                                   
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
BPAE AG2‐2010‐030

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

BPAE 74237952 WR           AMRN         300 12/15/2012 12/15/2032 ‐$                                       61,056,000$             ‐$                            ‐$                                
‐$                                        61,056,000$              ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74237952 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74237952 HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012
LACYGNE ‐ WEST GARDNER 345KV CKT 1 6/1/2006 6/1/2006

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74237952 7OVERTON    345.00 () 345/161/13.8KV TRANSFORMER CKT 1 6/1/2013 6/1/2013 ‐$                           ‐$                                   
CLAY ‐ SPRINGFIELD 161KV CKT 1 SWPA 12/1/2013 12/1/2013 94,806$               150,000$                      

Total 94,806$                150,000$                      

SPP Aggregate Facility Study
(SPP‐2010‐AGP1‐AFS‐4)
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
CRGL AG2‐2010‐049

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

CRGL 74242418 OKGE         EES          101 6/30/2012 6/30/2032 ‐$                                       28,603,200$             ‐$                            ‐$                                
‐$                                        28,603,200$              ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74242418 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74242418 IATAN ‐ NASHUA 345KV CKT 1 6/1/2012 6/1/2015

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74242418 HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012
LACYGNE ‐ WEST GARDNER 345KV CKT 1 6/1/2006 6/1/2006

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74242418 7OVERTON    345.00 () 345/161/13.8KV TRANSFORMER CKT 1 6/1/2013 6/1/2013 ‐$                          ‐$                                   
Total ‐$                           ‐$                                   

SPP Aggregate Facility Study
(SPP‐2010‐AGP1‐AFS‐4)

March 4, 2011
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
CRGL AG2‐2010‐050

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

CRGL 74242429 OKGE         EES          101 6/30/2012 6/30/2032 ‐$                                       28,603,200$             ‐$                            ‐$                                
‐$                                        28,603,200$              ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74242429 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74242429 IATAN ‐ NASHUA 345KV CKT 1 6/1/2012 6/1/2015

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74242429 HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012
LACYGNE ‐ WEST GARDNER 345KV CKT 1 6/1/2006 6/1/2006

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74242429 7OVERTON    345.00 () 345/161/13.8KV TRANSFORMER CKT 1 6/1/2013 6/1/2013 ‐$                          ‐$                                   
Total ‐$                           ‐$                                   

SPP Aggregate Facility Study
(SPP‐2010‐AGP1‐AFS‐4)

March 4, 2011
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
CRGL AG2‐2010‐054

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

CRGL 74242462 NPPD         EES          101 6/30/2012 6/30/2032 ‐$                                       28,603,200$             ‐$                            ‐$                                
‐$                                        28,603,200$              ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74242462 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74242462 HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74242462 7OVERTON    345.00 () 345/161/13.8KV TRANSFORMER CKT 1 6/1/2013 6/1/2013 ‐$                          ‐$                                   
Total ‐$                           ‐$                                   

SPP Aggregate Facility Study
(SPP‐2010‐AGP1‐AFS‐4)

March 4, 2011
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
CRGL AG2‐2010‐055

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

CRGL 74242464 NPPD         EES          100 6/30/2012 6/30/2032 ‐$                                       28,320,000$             ‐$                            ‐$                                
‐$                                        28,320,000$              ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74242464 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74242464 HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74242464 7OVERTON    345.00 () 345/161/13.8KV TRANSFORMER CKT 1 6/1/2013 6/1/2013 ‐$                          ‐$                                   
Total ‐$                           ‐$                                   

SPP Aggregate Facility Study
(SPP‐2010‐AGP1‐AFS‐4)

March 4, 2011
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
CRGL AG2‐2010‐063

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

CRGL 74242546 SECI         EES          101 6/30/2013 6/30/2033 ‐$                                       28,603,200$             ‐$                            ‐$                                
‐$                                        28,603,200$              ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74242546 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74242546 HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74242546 7OVERTON    345.00 () 345/161/13.8KV TRANSFORMER CKT 1 6/1/2013 6/1/2013 ‐$                          ‐$                                   
Total ‐$                           ‐$                                   

SPP Aggregate Facility Study
(SPP‐2010‐AGP1‐AFS‐4)

March 4, 2011
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
CRGL AG2‐2010‐064

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

CRGL 74242552 SECI         EES          101 6/30/2013 6/30/2033 ‐$                                       28,603,200$             ‐$                            ‐$                                
‐$                                        28,603,200$              ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74242552 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74242552 HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74242552 7OVERTON    345.00 () 345/161/13.8KV TRANSFORMER CKT 1 6/1/2013 6/1/2013 ‐$                          ‐$                                   
Total ‐$                           ‐$                                   

SPP Aggregate Facility Study
(SPP‐2010‐AGP1‐AFS‐4)

March 4, 2011
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
CRGL AG2‐2010‐065

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

CRGL 74242553 SECI         EES          101 6/30/2013 6/30/2033 ‐$                                       28,603,200$             ‐$                            ‐$                                
‐$                                        28,603,200$              ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74242553 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74242553 HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74242553 7OVERTON    345.00 () 345/161/13.8KV TRANSFORMER CKT 1 6/1/2013 6/1/2013 ‐$                          ‐$                                   
Total ‐$                           ‐$                                   

SPP Aggregate Facility Study
(SPP‐2010‐AGP1‐AFS‐4)

March 4, 2011
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
CRGL AG2‐2010‐067

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

CRGL 74242743 KCPL         CLEC         150 6/30/2012 6/30/2032 ‐$                                       52,676,640$             ‐$                            ‐$                                
‐$                                        52,676,640$              ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74242743 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74242743 IATAN ‐ NASHUA 345KV CKT 1 6/1/2012 6/1/2015

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74242743 HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74242743 7OVERTON    345.00 () 345/161/13.8KV TRANSFORMER CKT 1 6/1/2013 6/1/2013 ‐$                           ‐$                                   
3GRENWD ‐ HUMPHREY 115KV CKT 1 LAGN 6/1/2013 6/1/2013 ‐$                           ‐$                                   
3GRENWD ‐ TERREBONNE 115KV CKT 1 EES 6/1/2013 6/1/2013 ‐$                           ‐$                                   
3GRENWD ‐ TERREBONNE 115KV CKT 1 LAGN 6/1/2013 6/1/2013 ‐$                           ‐$                                   
BOGALUSA ‐ RAMSAY 230KV CKT 1 CELE 10/1/2012 10/1/2012 ‐$                           ‐$                                   
GIBSON ‐ RAMOS 138KV CKT 1 CELE 6/1/2017 6/1/2017 ‐$                           ‐$                                   
GIBSON ‐ RAMOS 138KV CKT 1 EES 6/1/2017 6/1/2017 ‐$                           ‐$                                   
GRIMES ‐ MT. ZION 138KV CKT 1 12/1/2011 12/1/2011 ‐$                           ‐$                                   
LINE 558 TAP ‐ MT. ZION 138KV CKT 1 6/1/2017 6/1/2017 ‐$                          ‐$                                   

Total ‐$                           ‐$                                   

SPP Aggregate Facility Study
(SPP‐2010‐AGP1‐AFS‐4)

March 4, 2011
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
ETEC AG2‐2010‐080

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

ETEC 74243005 CSWS         CSWS         20 1/1/2011 1/1/2015 6/1/2014 6/1/2018 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74243005 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Reliability Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74243005 DIANA ‐ PERDUE 138KV CKT 1 #1 6/1/2012 6/1/2013 Yes
DIANA ‐ PERDUE 138KV CKT 1 #2 6/1/2013 6/1/2014 Yes
EASTON REC ‐ KNOX LEE 138KV CKT 1 6/1/2013 6/1/2013
EASTON REC ‐ PIRKEY 138KV CKT 1 6/1/2012 6/1/2012

Construction Pending ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74243005 TEXAS EASTMAN ‐ WHITNEY 138KV CKT 1 6/1/2012 6/1/2013 Yes

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74243005 HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74243005 GRIMES ‐ MT. ZION 138KV CKT 1 12/1/2011 12/1/2011 ‐$                          ‐$                                   
Total ‐$                           ‐$                                   
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
INDP AG2‐2010‐069

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

INDP 74238214 MPS          INDN         50 5/31/2014 5/31/2019 ‐$                                       2,544,000$               ‐$                            ‐$                                
‐$                                        2,544,000$                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74238214 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
INDP AG2‐2010‐070

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

INDP 74238221 MPS          INDN         25 5/31/2014 5/31/2019 ‐$                                       1,272,000$               ‐$                            ‐$                                
‐$                                        1,272,000$                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74238221 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
INDP AG2‐2010‐071

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

INDP 74238224 MPS          INDN         25 5/31/2014 5/31/2019 ‐$                                       1,272,000$               ‐$                            ‐$                                
‐$                                        1,272,000$                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74238224 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
KBPU AG2‐2010‐035

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

KBPU 74231191 WR           KACY         7 5/31/2012 5/30/2042 6/1/2015 6/1/2045 ‐$                                       2,136,960$               ‐$                            ‐$                                
‐$                                        2,136,960$                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74231191 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74231191 87th Street Interconnection 6/1/2012 6/1/2013 10/1/2012
IATAN ‐ NASHUA 345KV CKT 1 6/1/2012 6/1/2015
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
KCPS AG2‐2010‐047

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

KCPS 74047521 KCPL         EES          82 12/1/2010 12/1/2015 6/1/2015 6/1/2020 ‐$                                       5,805,600$               ‐$                            ‐$                                
‐$                                        5,805,600$                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74047521 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74047521 IATAN ‐ NASHUA 345KV CKT 1 6/1/2012 6/1/2015 Yes

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74047521 HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012
MCNAB REC ‐ TURK 115KV CKT 1 7/1/2012 7/1/2012
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74047521 6AIRLINE    230.00 ‐ 6VIGNES 230KV CKT 1 LAGN 7/1/2011 7/1/2011 ‐$                           ‐$                                   
6AIRLINE    230.00 ‐ SORRENTO 230KV CKT 1 12/1/2013 12/1/2013 ‐$                           ‐$                                   
6CAJUN1 ‐ ADDIS 230KV CKT 1 LAGN 10/1/2013 10/1/2013 ‐$                           ‐$                                   
6VIGNES ‐ COLY 230KV CKT 1 EES 10/1/2013 10/1/2013 ‐$                           ‐$                                   
6VIGNES ‐ COLY 230KV CKT 1 LAGN 10/1/2013 10/1/2013 ‐$                           ‐$                                   
7OVERTON    345.00 () 345/161/13.8KV TRANSFORMER CKT 1 6/1/2013 6/1/2013 ‐$                           ‐$                                   
AAC CORP ‐ LICAR 230KV CKT 1 12/1/2013 12/1/2013 ‐$                           ‐$                                   
AAC CORP ‐ POLSCAR 230KV CKT 1 12/1/2013 12/1/2013 ‐$                           ‐$                                   
ALCHEM ‐ MONOCHEM 1 138KV CKT 1 12/1/2013 12/1/2013 ‐$                           ‐$                                   
BAXTER WILSON SES ‐ SOUTHEAST VICKSBURG 115KV CKT 1 6/1/2013 6/1/2013 ‐$                           ‐$                                   
BOGALUSA ‐ RAMSAY 230KV CKT 1 CELE 10/1/2012 10/1/2012 ‐$                           ‐$                                   
COCODRIE 230/138KV TRANSFORMER CKT 1 10/1/2013 10/1/2013 6,000,000$          6,000,000$                   
COUGHLIN ‐ PLAISANCE 138KV CKT 1 10/1/2013 10/1/2013 ‐$                           ‐$                                   
GERALD ANDRUS SES 230/115KV TRANSFORMER CKT 1 6/1/2013 6/1/2013 ‐$                           ‐$                                   
MCADAMS 500/230KV TRANSFORMER CKT 1 7/1/2011 7/1/2011 ‐$                           ‐$                                   
WILLOW GLEN 500/230KV TRANSFORMER CKT 1 12/1/2013 12/1/2013 ‐$                          ‐$                                   

Total 6,000,000$          6,000,000$                   
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
KCPS AG2‐2010‐048

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

KCPS 74213582 KCPL         AMRN         100 12/1/2010 12/1/2015 6/1/2015 6/1/2020 ‐$                                       5,088,000$               ‐$                            ‐$                                
‐$                                        5,088,000$                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74213582 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74213582 IATAN ‐ NASHUA 345KV CKT 1 6/1/2012 6/1/2015 Yes

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74213582 7OVERTON    345.00 () 345/161/13.8KV TRANSFORMER CKT 1 6/1/2013 6/1/2013 ‐$                           ‐$                                   
CLAY ‐ SPRINGFIELD 161KV CKT 1 SWPA 12/1/2013 12/1/2013 27,008$               150,000$                      

Total 27,008$                150,000$                      
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
KEPC AG2‐2010‐072

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

KEPC 74241278 WR           WR           25 5/31/2011 5/31/2041 6/1/2014 6/1/2044 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74241278 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74241278 HEIZER ‐ MULLERGREN 115 KV CKT 1 MIDW 7/1/2011 6/1/2012 10/1/2011
HEIZER ‐ MULLERGREN 115 KV CKT 1 MKEC 7/1/2011 6/1/2012 10/1/2011

Reliability Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74241278 FLETCHER ‐ HOLCOMB 115KV CKT 1 7/1/2011 6/1/2014 Yes

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74241278 FLATRDG3    138.00  ‐ MEDICINE LODGE 138KV CKT 1 12/1/2009 6/1/2013
LACYGNE ‐ WEST GARDNER 345KV CKT 1 6/1/2006 6/1/2006
MEDICINE LODGE 138/115KV TRANSFORMER CKT 1 Displacement 12/1/2009 6/1/2013
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
KEPC AG2‐2010‐073

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

KEPC 74241308 WR           WR           7 5/31/2011 5/31/2041 6/1/2014 6/1/2044 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74241308 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74241308 HEIZER ‐ MULLERGREN 115 KV CKT 1 MIDW 7/1/2011 6/1/2012 10/1/2011
HEIZER ‐ MULLERGREN 115 KV CKT 1 MKEC 7/1/2011 6/1/2012 10/1/2011

Reliability Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74241308 FLETCHER ‐ HOLCOMB 115KV CKT 1 7/1/2011 6/1/2014 Yes

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74241308 FLATRDG3    138.00  ‐ MEDICINE LODGE 138KV CKT 1 12/1/2009 6/1/2013
LACYGNE ‐ WEST GARDNER 345KV CKT 1 6/1/2006 6/1/2006
MEDICINE LODGE 138/115KV TRANSFORMER CKT 1 Displacement 12/1/2009 6/1/2013
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
KEPC AG2‐2010‐074

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

KEPC 74241329 WR           WR           14 5/31/2011 5/31/2041 6/1/2014 6/1/2044 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74241329 None 1/0/1900 1/0/1900 1/0/1900 ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74241329 HEIZER ‐ MULLERGREN 115 KV CKT 1 MIDW 7/1/2011 6/1/2012 10/1/2011
HEIZER ‐ MULLERGREN 115 KV CKT 1 MKEC 7/1/2011 6/1/2012 10/1/2011

Reliability Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74241329 FLETCHER ‐ HOLCOMB 115KV CKT 1 7/1/2011 6/1/2014 Yes

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74241329 FLATRDG3    138.00  ‐ MEDICINE LODGE 138KV CKT 1 12/1/2009 6/1/2013
LACYGNE ‐ WEST GARDNER 345KV CKT 1 6/1/2006 6/1/2006
MEDICINE LODGE 138/115KV TRANSFORMER CKT 1 Displacement 12/1/2009 6/1/2013
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
KEPC AG2‐2010‐075

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

KEPC 74241346 WR           WR           22 5/31/2011 5/31/2041 6/1/2014 6/1/2044 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74241346 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74241346 HEIZER ‐ MULLERGREN 115 KV CKT 1 MIDW 7/1/2011 6/1/2012 10/1/2011
HEIZER ‐ MULLERGREN 115 KV CKT 1 MKEC 7/1/2011 6/1/2012 10/1/2011

Reliability Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74241346 FLETCHER ‐ HOLCOMB 115KV CKT 1 7/1/2011 6/1/2014 Yes

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74241346 FLATRDG3    138.00  ‐ MEDICINE LODGE 138KV CKT 1 12/1/2009 6/1/2013
LACYGNE ‐ WEST GARDNER 345KV CKT 1 6/1/2006 6/1/2006
MEDICINE LODGE 138/115KV TRANSFORMER CKT 1 Displacement 12/1/2009 6/1/2013
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
KPP AG2‐2010‐034

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

KPP 74234218 MPS          WR           40 5/31/2014 5/31/2024 6/1/2015 6/1/2025 3,000,000$                      ‐$                               3,000,000$            6,301,594$               
3,000,000$                       ‐$                                3,000,000$             6,301,594$                

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74234218 EL PASO ‐ FARBER 138KV CKT 1 5/31/2014 6/1/2015 Yes 3,000,000$         3,000,000$                    6,301,594$                   
Total 3,000,000$          3,000,000$                    6,301,594$                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74234218 HEIZER ‐ MULLERGREN 115 KV CKT 1 MIDW 7/1/2011 6/1/2012 10/1/2011
HEIZER ‐ MULLERGREN 115 KV CKT 1 MKEC 7/1/2011 6/1/2012 10/1/2011

Reliability Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74234218 EAST MANHATTAN ‐ JEFFREY ENERGY CENTER 230KV CKT 1 6/1/2017 6/1/2017

Construction Pending ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74234218 CRESWELL ‐ OAK 69KV CKT 1 5/31/2014 5/31/2014 10/1/2012

Planned Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74234218 BELL ‐ PECK 69KV CKT 1 5/31/2014 5/31/2014 12/1/2012
BELL ‐ SUMNER COUNTY NO. 3 MILLER 69KV CKT 1 5/31/2014 6/1/2014 Yes
CITY OF WELLINGTON ‐ SUMNER COUNTY NO. 3 MILLER 69KV CKT 1 5/31/2014 6/1/2014 Yes
CITY OF WELLINGTON ‐ SUMNER COUNTY NO. 4 ROME 69KV CKT 1 5/31/2014 6/1/2014 Yes
CITY OF WINFIELD ‐ TIMBER JUNCTION 69KV CKT 1 6/1/2012 6/1/2012 6/1/2011
CRESWELL ‐ SUMNER COUNTY NO. 4 ROME 69KV CKT 1 5/31/2014 6/1/2014 Yes
RICHLAND ‐ UDALL 69KV CKT 1 6/1/2012 6/1/2012 12/1/2011
TIMBER JUNCTION ‐ UDALL 69KV CKT 1 6/1/2012 6/1/2012 12/1/2011

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74234218 MEDICINE LODGE ‐ PRATT 115KV CKT 1 12/1/2009 6/1/2013
MEDICINE LODGE 138/115KV TRANSFORMER CKT 1 Displacement 12/1/2009 6/1/2013

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74234218 7OVERTON    345.00 () 345/161/13.8KV TRANSFORMER CKT 1 6/1/2013 6/1/2013 ‐$                          ‐$                                   
Total ‐$                           ‐$                                   
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
LESM AG2‐2010‐018

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

LESM 74224888 NPPD         LES          10 1/1/2011 1/1/2016 1/1/2013 1/1/2018 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74224888 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Construction Pending ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74224888 ALBION ‐ PETERSBURG 115KV CKT 1 12/1/2011 1/1/2013 Yes
NELIGH ‐ PETERSBURG 115KV CKT 1 12/1/2011 1/1/2013 Yes
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
MEAN AG1‐2010‐001

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

MEAN 73825723 NPPD NPPD 35 1/1/2011 1/1/2041 10/1/2013 10/1/2043 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

73825723 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

73825723 OGALLALA 230/115KV TRANSFORMER CKT 1 7/1/2011 6/1/2014 10/1/2013 Yes
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
MEAN AG2‐2010‐032

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

MEAN 74224890 NPPD         NPPD         8 1/1/2011 1/1/2016 1/1/2013 1/1/2018 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74224890 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74224890 OGALLALA 230/115KV TRANSFORMER CKT 1 7/1/2011 6/1/2014 10/1/2013

Construction Pending ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74224890 ALBION ‐ PETERSBURG 115KV CKT 1 12/1/2011 1/1/2013 Yes
GREENLEAF ‐ KNOB HILL 115KV CKT 1 MKEC 6/1/2012 6/1/2013 10/1/2012
NELIGH ‐ PETERSBURG 115KV CKT 1 12/1/2011 1/1/2013 Yes

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74224890 CLIFTON ‐ GREENLEAF 115KV CKT 1 6/1/2011 6/1/2013
GREENLEAF ‐ KNOB HILL 115KV CKT 1 MKEC 6/1/2013 6/1/2013
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
MOWR AG2‐2010‐036

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

MOWR 74241299 MPS          AECI         25 5/31/2014 5/31/2024 ‐$                                       2,544,000$               ‐$                            ‐$                                
‐$                                        2,544,000$                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74241299 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74241299 5BLEDSOE ‐ TRUMAN 161KV CKT 1 SWPA 6/1/2017 6/1/2017 23,333$                70,000$                        
7OVERTON    345.00 () 345/161/13.8KV TRANSFORMER CKT 1 6/1/2013 6/1/2013 ‐$                          ‐$                                   

Total 23,333$                70,000$                        
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
MOWR AG2‐2010‐037

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

MOWR 74241300 MPS          AECI         50 5/31/2014 5/31/2024 ‐$                                       5,088,000$               ‐$                            ‐$                                
‐$                                        5,088,000$                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74241300 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74241300 5BLEDSOE ‐ TRUMAN 161KV CKT 1 SWPA 6/1/2017 6/1/2017 46,667$                70,000$                        
7OVERTON    345.00 () 345/161/13.8KV TRANSFORMER CKT 1 6/1/2013 6/1/2013 ‐$                          ‐$                                   

Total 46,667$                70,000$                        
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
NPPM AG2‐2010‐031

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

NPPM 74224947 NPPD         NPPD         1 1/1/2011 1/1/2016 7/1/2011 7/1/2016 ‐$                                       85,837$                    ‐$                            ‐$                                
‐$                                        85,837$                     ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74224947 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Construction Pending ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74224947 ALBION ‐ PETERSBURG 115KV CKT 1 12/1/2011 1/1/2013
NELIGH ‐ PETERSBURG 115KV CKT 1 12/1/2011 1/1/2013
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
NTEC AG2‐2010‐082

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

NTEC 74243113 CSWS         CSWS         29 1/1/2011 1/1/2015 6/1/2014 6/1/2018 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74243113 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74243113 GEORGIA‐PACIFIC ‐ KEATCHIE REC 138KV CKT 1 6/1/2016 6/1/2016

Reliability Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74243113 DIANA ‐ PERDUE 138KV CKT 1 #1 6/1/2012 6/1/2013 Yes
DIANA ‐ PERDUE 138KV CKT 1 #2 6/1/2013 6/1/2014 Yes
EASTON REC ‐ KNOX LEE 138KV CKT 1 6/1/2013 6/1/2013
EASTON REC ‐ PIRKEY 138KV CKT 1 6/1/2012 6/1/2012
WELSH REC ‐ WILKES 138KV CKT 1 6/1/2013 6/1/2013

Construction Pending ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74243113 SOUTHWEST SHREVEPORT ‐ SPRINGRIDGE PAN‐HARR REC 138KV CKT 1 6/1/2012 6/1/2013
TEXAS EASTMAN ‐ WHITNEY 138KV CKT 1 6/1/2012 6/1/2013 Yes

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74243113 BANN ‐ RED SPRINGS REC 138KV CKT 1 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74243113 GRIMES ‐ MT. ZION 138KV CKT 1 12/1/2011 12/1/2011 ‐$                          ‐$                                   
Total ‐$                           ‐$                                   
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
OGE AG2‐2010‐025

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

OGE 74032254 OKGE         OKGE         198 12/1/2011 12/1/2036 1/1/2015 1/1/2040 2,281,993$                      ‐$                               2,281,993$            8,836,916$               
2,281,993$                       ‐$                                2,281,993$             8,836,916$                

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Base Plan 
Funding for 
Wind

Directly Assigned for 
Wind Allocated E & C Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74032254 EL RENO ‐ SERVICE PL EL RENO 69KV CKT 1 6/1/2017 6/1/2017 202,222$             ‐$                                    202,222$                        250,000$                           624,230$                  
NORTHWEST 345/138/13.8KV TRANSFORMER CKT 3 Accelerated 6/1/2012 6/1/2014 10/1/2013 Yes 2,079,771$         ‐$                                    2,079,771$                    3,231,887$                      8,212,686$              

Total 2,281,993$          ‐$                                    2,281,993$                     3,481,887$                       8,836,916$               

Construction Pending ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74032254 CANTON ‐ TALOGA 69KV CKT 1 12/1/2011 6/1/2013 Yes
TALOGA (TALOGA) 138/69/13.8KV TRANSFORMER CKT 1 6/1/2017 6/1/2017

Priority Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.s

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74032254 Line ‐ Comanche County ‐ Medicine Lodge 345 kV dbl Ckt 10/31/2011 1/1/2015 Yes
Line ‐ Hitchland ‐ Woodward 345 kV dbl ckt OKGE 10/31/2011 7/1/2014 Yes
Line ‐ Hitchland ‐ Woodward 345 kV dbl ckt SPS 10/31/2011 7/1/2014 Yes
Line ‐ Medicine Lodge ‐ Wichita 345 kV dbl ckt MKEC 10/31/2011 1/1/2015 Yes
Line ‐ Medicine Lodge ‐ Wichita 345 kV dbl ckt WERE 10/31/2011 1/1/2015 Yes
Line ‐ Medicine Lodge ‐ Woodward 345 kV dbl Ckt MKEC 10/31/2011 1/1/2015 Yes
Line ‐ Medicine Lodge ‐ Woodward 345 kV dbl Ckt OKGE 10/31/2011 1/1/2015 Yes
Line ‐ Spearville ‐ Comanche County 345 kV dbl ckt MKEC 10/31/2011 1/1/2015 Yes
Line ‐ Spearville ‐ Comanche County 345 kV dbl ckt SUNC 10/31/2011 1/1/2015 Yes
XFR ‐ Medicine Lodge 345/138 kV 10/31/2011 1/1/2015 Yes

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74032254 NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010
WOODWARD ‐ IODINE 138KV CKT 1 1/1/2010 1/1/2010
WOODWARD ‐ WOODWARD EHV 138KV CKT 1 1/1/2010 1/1/2010
WOODWARD ‐ WOODWARD EHV 138KV CKT 2 1/1/2010 1/1/2010
WOODWARD 345/138KV TRANSFORMER CKT 1 1/1/2010 1/1/2010
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
OGE AG2‐2010‐026

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

OGE 74032269 OKGE         OKGE         30 12/1/2011 12/1/2036 1/1/2015 1/1/2040 345,756$                          ‐$                               345,756$               1,338,924$               
345,756$                           ‐$                                345,756$                1,338,924$                

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Base Plan 
Funding for 
Wind

Directly Assigned for 
Wind Allocated E & C Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74032269 EL RENO ‐ SERVICE PL EL RENO 69KV CKT 1 6/1/2017 6/1/2017 30,640$                ‐$                                    30,640$                          250,000$                           94,581$                    
NORTHWEST 345/138/13.8KV TRANSFORMER CKT 3 Accelerated 6/1/2012 6/1/2014 10/1/2013 Yes 315,116$            ‐$                                    315,116$                       3,231,887$                      1,244,343$              

Total 345,756$             ‐$                                    345,756$                        3,481,887$                       1,338,924$               

Construction Pending ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74032269 CANTON ‐ TALOGA 69KV CKT 1 12/1/2011 6/1/2013
TALOGA (TALOGA) 138/69/13.8KV TRANSFORMER CKT 1 6/1/2017 6/1/2017

Priority Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.s

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74032269 Line ‐ Comanche County ‐ Medicine Lodge 345 kV dbl Ckt 10/31/2011 1/1/2015 Yes
Line ‐ Hitchland ‐ Woodward 345 kV dbl ckt OKGE 10/31/2011 7/1/2014 Yes
Line ‐ Hitchland ‐ Woodward 345 kV dbl ckt SPS 10/31/2011 7/1/2014 Yes
Line ‐ Medicine Lodge ‐ Wichita 345 kV dbl ckt MKEC 10/31/2011 1/1/2015 Yes
Line ‐ Medicine Lodge ‐ Wichita 345 kV dbl ckt WERE 10/31/2011 1/1/2015 Yes
Line ‐ Medicine Lodge ‐ Woodward 345 kV dbl Ckt MKEC 10/31/2011 1/1/2015 Yes
Line ‐ Medicine Lodge ‐ Woodward 345 kV dbl Ckt OKGE 10/31/2011 1/1/2015 Yes
Line ‐ Spearville ‐ Comanche County 345 kV dbl ckt MKEC 10/31/2011 1/1/2015 Yes
Line ‐ Spearville ‐ Comanche County 345 kV dbl ckt SUNC 10/31/2011 1/1/2015 Yes
XFR ‐ Medicine Lodge 345/138 kV 10/31/2011 1/1/2015 Yes

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74032269 NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010
WOODWARD ‐ IODINE 138KV CKT 1 1/1/2010 1/1/2010
WOODWARD ‐ WOODWARD EHV 138KV CKT 1 1/1/2010 1/1/2010
WOODWARD ‐ WOODWARD EHV 138KV CKT 2 1/1/2010 1/1/2010
WOODWARD 345/138KV TRANSFORMER CKT 1 1/1/2010 1/1/2010
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
OMPA AG2‐2010‐038

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

OMPA 74241908 OKGE         OKGE         8 10/31/2011 10/31/2021 ‐$                                       ‐$                               71,448$                 159,793$                   
‐$                                        ‐$                                71,448$                  159,793$                    

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74241908 EL RENO ‐ SERVICE PL EL RENO 69KV CKT 1 6/1/2017 6/1/2017 17,138$                250,000$                       31,618$                         
NORTHWEST 345/138/13.8KV TRANSFORMER CKT 3 Accelerated 6/1/2012 6/1/2014 10/1/2013 54,310$               3,231,887$                    128,175$                      

Total 71,448$                3,481,887$                    159,793$                       

Reliability Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74241908 NUMA 69 kV Capacitor Bank 6/1/2017 6/1/2017
OMGONTER    69.000 ‐ OMNEASTT 69KV CKT 1 6/1/2017 6/1/2017
OMHUFFYT ‐ OMMORANT 69KV CKT 1 6/1/2013 6/1/2013
OMHUFFYT ‐ OMPA‐PONCA CITY 69KV CKT 1 6/1/2013 6/1/2013
OMKAWS ‐ OMPECANT 69KV CKT 1 6/1/2013 6/1/2013
OMMORANT ‐ OSAGE 69KV CKT 1 6/1/2017 6/1/2017
OMNEASTT ‐ OMNWESTT 69KV CKT 1 6/1/2013 6/1/2013
OMNWESTT ‐ OMPA‐PONCA CITY 69KV CKT 1 6/1/2013 6/1/2013
OMPECANT ‐ OMWW        69.000 69KV CKT 1 6/1/2013 6/1/2013
OMWW        69.000 ‐ OSAGE 69KV CKT 1 6/1/2013 6/1/2013

Planned Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74241908 CITY OF WINFIELD ‐ TIMBER JUNCTION 69KV CKT 1 6/1/2012 6/1/2012 6/1/2011
RICHLAND ‐ UDALL 69KV CKT 1 6/1/2012 6/1/2012 12/1/2011
TIMBER JUNCTION ‐ UDALL 69KV CKT 1 6/1/2012 6/1/2012 12/1/2011

Priority Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74241908 Line ‐ Comanche County ‐ Medicine Lodge 345 kV dbl Ckt 10/31/2011 1/1/2015
Line ‐ Hitchland ‐ Woodward 345 kV dbl ckt OKGE 10/31/2011 7/1/2014
Line ‐ Hitchland ‐ Woodward 345 kV dbl ckt SPS 10/31/2011 7/1/2014
Line ‐ Medicine Lodge ‐ Wichita 345 kV dbl ckt MKEC 10/31/2011 1/1/2015
Line ‐ Medicine Lodge ‐ Wichita 345 kV dbl ckt WERE 10/31/2011 1/1/2015
Line ‐ Medicine Lodge ‐ Woodward 345 kV dbl Ckt MKEC 10/31/2011 1/1/2015
Line ‐ Medicine Lodge ‐ Woodward 345 kV dbl Ckt OKGE 10/31/2011 1/1/2015
Line ‐ Spearville ‐ Comanche County 345 kV dbl ckt MKEC 10/31/2011 1/1/2015
Line ‐ Spearville ‐ Comanche County 345 kV dbl ckt SUNC 10/31/2011 1/1/2015
XFR ‐ Medicine Lodge 345/138 kV 10/31/2011 1/1/2015

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74241908 HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
OMPA AG2‐2010‐046

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

OMPA 74242052 WR           OKGE         9 1/1/2012 12/31/2013 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74242052 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74242052 IATAN ‐ NASHUA 345KV CKT 1 6/1/2012 6/1/2015
TUCO ‐ WOODWARD 345 KV CKT 1 12/1/2012 6/1/2014

Planned Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74242052 CITY OF WINFIELD ‐ TIMBER JUNCTION 69KV CKT 1 6/1/2012 6/1/2012 6/1/2011
RICHLAND ‐ UDALL 69KV CKT 1 6/1/2012 6/1/2012 12/1/2011
TIMBER JUNCTION ‐ UDALL 69KV CKT 1 6/1/2012 6/1/2012 12/1/2011
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
SPSM AG1‐2010‐004

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

SPSM 73746432 SPS SPS 10 6/30/2011 6/30/2031 6/1/2015 6/1/2035 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

73746432 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

73746432 Line ‐ Osage Station and Line Re‐termination 6/1/2017 6/1/2017
NEWHART INTERCHANGE PROJECT 7/1/2011 6/1/2015 Yes
PLESANT HILL ‐ ROOSEVELT 230KV CKT 1 7/1/2011 6/1/2013
TUCO ‐ WOODWARD 345 KV CKT 1 12/1/2012 6/1/2014
WOLFFORTH INTERCHANGE ‐ YUMA INTERCHANGE 115KV CKT 1 7/1/2011 6/1/2012 Yes
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
SPSM AG1‐2010‐005

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

SPSM 73746434 SPS SPS 10 6/30/2011 6/30/2031 6/1/2015 6/1/2035 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

73746434 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

73746434 Line ‐ Osage Station and Line Re‐termination 6/1/2017 6/1/2017
NEWHART INTERCHANGE PROJECT 7/1/2011 6/1/2015 Yes
PLESANT HILL ‐ ROOSEVELT 230KV CKT 1 7/1/2011 6/1/2013
TUCO ‐ WOODWARD 345 KV CKT 1 12/1/2012 6/1/2014
WOLFFORTH INTERCHANGE ‐ YUMA INTERCHANGE 115KV CKT 1 7/1/2011 6/1/2012 Yes
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
SPSM AG1‐2010‐006

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

SPSM 73746435 SPS SPS 10 6/30/2011 6/30/2031 6/1/2015 6/1/2035 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

73746435 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

73746435 Line ‐ Osage Station and Line Re‐termination 6/1/2017 6/1/2017
NEWHART INTERCHANGE PROJECT 7/1/2011 6/1/2015 Yes
OXY PERMIAN SUB ‐ SANGER SWITCHING STATION 115KV CKT 1 6/1/2017 6/1/2017
PLESANT HILL ‐ ROOSEVELT 230KV CKT 1 7/1/2011 6/1/2013
TUCO ‐ WOODWARD 345 KV CKT 1 12/1/2012 6/1/2014
WOLFFORTH INTERCHANGE ‐ YUMA INTERCHANGE 115KV CKT 1 7/1/2011 6/1/2012 Yes
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
SPSM AG1‐2010‐007

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

SPSM 73746438 SPS SPS 10 6/30/2011 6/30/2031 6/1/2015 6/1/2035 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

73746438 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

73746438 Line ‐ Osage Station and Line Re‐termination 6/1/2017 6/1/2017
NEWHART INTERCHANGE PROJECT 7/1/2011 6/1/2015 Yes
OXY PERMIAN SUB ‐ SANGER SWITCHING STATION 115KV CKT 1 6/1/2017 6/1/2017
PLESANT HILL ‐ ROOSEVELT 230KV CKT 1 7/1/2011 6/1/2013
TUCO ‐ WOODWARD 345 KV CKT 1 12/1/2012 6/1/2014
WOLFFORTH INTERCHANGE ‐ YUMA INTERCHANGE 115KV CKT 1 7/1/2011 6/1/2012 Yes
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
SPSM AG1‐2010‐008

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

SPSM 73746440 SPS SPS 10 6/30/2011 6/30/2031 6/1/2015 6/1/2035 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

73746440 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

73746440 Line ‐ Osage Station and Line Re‐termination 6/1/2017 6/1/2017
NEWHART INTERCHANGE PROJECT 7/1/2011 6/1/2015 Yes
OXY PERMIAN SUB ‐ SANGER SWITCHING STATION 115KV CKT 1 6/1/2017 6/1/2017
PLESANT HILL ‐ ROOSEVELT 230KV CKT 1 7/1/2011 6/1/2013
TUCO ‐ WOODWARD 345 KV CKT 1 12/1/2012 6/1/2014
WOLFFORTH INTERCHANGE ‐ YUMA INTERCHANGE 115KV CKT 1 7/1/2011 6/1/2012 Yes
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
SPSM AG2‐2010‐004

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

SPSM 74117914 BLKW         SPS          50 12/1/2010 1/1/2013 6/1/2015 7/1/2017 ‐$                                       2,245,000$               ‐$                            ‐$                                
‐$                                        2,245,000$                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74117914 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74117914 NEWHART INTERCHANGE PROJECT 7/1/2011 6/1/2015 Yes
PLESANT HILL ‐ ROOSEVELT 230KV CKT 1 7/1/2011 6/1/2013 Yes
TUCO ‐ WOODWARD 345 KV CKT 1 12/1/2012 6/1/2014
WOLFFORTH INTERCHANGE ‐ YUMA INTERCHANGE 115KV CKT 1 7/1/2011 6/1/2012 Yes

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74117914 FLATRDG3    138.00  ‐ MEDICINE LODGE 138KV CKT 1 12/1/2009 6/1/2013
HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012
LACYGNE ‐ WEST GARDNER 345KV CKT 1 6/1/2006 6/1/2006
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
SPSM AG2‐2010‐005

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

SPSM 74117894 BLKW         SPS          50 12/1/2010 3/1/2012 6/1/2015 9/1/2016 ‐$                                       1,347,000$               ‐$                            ‐$                                
‐$                                        1,347,000$                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74117894 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74117894 NEWHART INTERCHANGE PROJECT 7/1/2011 6/1/2015 Yes
PLESANT HILL ‐ ROOSEVELT 230KV CKT 1 7/1/2011 6/1/2013 Yes
TUCO ‐ WOODWARD 345 KV CKT 1 12/1/2012 6/1/2014
WOLFFORTH INTERCHANGE ‐ YUMA INTERCHANGE 115KV CKT 1 7/1/2011 6/1/2012 Yes

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74117894 HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012
LACYGNE ‐ WEST GARDNER 345KV CKT 1 6/1/2006 6/1/2006
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010
WOODWARD 345/138KV TRANSFORMER CKT 1 1/1/2010 1/1/2010
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
SPSM AG2‐2010‐006

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

SPSM 74117909 BLKW         SPS          50 12/1/2010 1/1/2013 6/1/2015 7/1/2017 ‐$                                       2,245,000$               ‐$                            ‐$                                
‐$                                        2,245,000$                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74117909 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74117909 NEWHART INTERCHANGE PROJECT 7/1/2011 6/1/2015 Yes
PLESANT HILL ‐ ROOSEVELT 230KV CKT 1 7/1/2011 6/1/2013 Yes
TUCO ‐ WOODWARD 345 KV CKT 1 12/1/2012 6/1/2014
WOLFFORTH INTERCHANGE ‐ YUMA INTERCHANGE 115KV CKT 1 7/1/2011 6/1/2012 Yes

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74117909 FLATRDG3    138.00  ‐ MEDICINE LODGE 138KV CKT 1 12/1/2009 6/1/2013
HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012
LACYGNE ‐ WEST GARDNER 345KV CKT 1 6/1/2006 6/1/2006
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
SPSM AG2‐2010‐013

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

SPSM 74227430 CSWS         SPS          100 5/31/2014 5/31/2019 163,657$                          ‐$                               163,657$               308,264$                   
163,657$                           ‐$                                163,657$                308,264$                    

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74227430 FPL SWITCH ‐ WOODWARD 138KV CKT 1 6/1/2017 6/1/2017 139,280$             6,000,000$                    270,195$                       
Jones Station Bus#2 ‐ LUBBOCK SOUTH INTERCHANGE 230KV CKT 2 6/1/2017 6/1/2017 24,377$               500,000$                       38,069$                        

Total 163,657$             6,500,000$                    308,264$                       

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74227430 Line ‐ Osage Station and Line Re‐termination 6/1/2017 6/1/2017

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74227430 HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
SPSM AG2‐2010‐014

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

SPSM 74227435 CSWS         SPS          100 5/31/2014 5/31/2019 163,657$                          ‐$                               163,657$               308,264$                   
163,657$                           ‐$                                163,657$                308,264$                    

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74227435 FPL SWITCH ‐ WOODWARD 138KV CKT 1 6/1/2017 6/1/2017 139,280$             6,000,000$                    270,195$                       
Jones Station Bus#2 ‐ LUBBOCK SOUTH INTERCHANGE 230KV CKT 2 6/1/2017 6/1/2017 24,377$               500,000$                       38,069$                        

Total 163,657$             6,500,000$                    308,264$                       

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74227435 Line ‐ Osage Station and Line Re‐termination 6/1/2017 6/1/2017

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74227435 HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
SPSM AG2‐2010‐015

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

SPSM 74227483 SPS          SPS          161 1/1/2012 1/1/2027 6/1/2015 6/1/2030 28,166$                            ‐$                               28,166$                 51,409$                     
28,166$                             ‐$                                28,166$                  51,409$                      

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Base Plan 
Funding for 
Wind

Directly Assigned for 
Wind Allocated E & C Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74227483 Jones Station Bus#2 ‐ LUBBOCK SOUTH INTERCHANGE 230KV CKT 2 6/1/2017 6/1/2017 28,166$               ‐$                                    28,166$                         500,000$                          51,409$                   
Total 28,166$                ‐$                                    28,166$                          500,000$                           51,409$                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74227483 Line ‐ Osage Station and Line Re‐termination 6/1/2017 6/1/2017
NEWHART INTERCHANGE PROJECT 7/1/2011 6/1/2015 Yes
PLESANT HILL ‐ ROOSEVELT 230KV CKT 1 7/1/2011 6/1/2013 Yes
TUCO ‐ WOODWARD 345 KV CKT 1 12/1/2012 6/1/2014 Yes

Reliability Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74227483 DEAF SMITH COUNTY INTERCHANGE (GE   M101353) 230/115/13.2KV TRANSFORMER CKT 1 6/1/2012 6/1/2013 Yes
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
SPSM AG2‐2010‐016

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

SPSM 74229345 SPS          SPS          205 5/31/2012 5/31/2032 6/1/2015 6/1/2035 204,682$                          ‐$                               204,682$               450,540$                   
204,682$                           ‐$                                204,682$                450,540$                    

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74229345 Jones Station Bus#2 ‐ LUBBOCK SOUTH INTERCHANGE 230KV CKT 2 6/1/2017 6/1/2017 204,682$            500,000$                       450,540$                      
Total 204,682$             500,000$                       450,540$                       

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74229345 GRASSLAND INTERCHANGE 230/115KV TRANSFORMER CKT 1 6/1/2021 6/1/2021
Line ‐ Osage Station and Line Re‐termination 6/1/2017 6/1/2017
NEWHART INTERCHANGE PROJECT 7/1/2011 6/1/2015 Yes
PLESANT HILL ‐ ROOSEVELT 230KV CKT 1 7/1/2011 6/1/2013 Yes
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
SPSM AG2‐2010‐017

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

SPSM 74229525 SPS          SPS          205 5/31/2013 5/31/2033 204,682$                          ‐$                               204,682$               488,259$                   
204,682$                           ‐$                                204,682$                488,259$                    

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74229525 Jones Station Bus#2 ‐ LUBBOCK SOUTH INTERCHANGE 230KV CKT 2 6/1/2017 6/1/2017 204,682$            500,000$                       488,259$                      
Total 204,682$             500,000$                       488,259$                       

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74229525 GRASSLAND INTERCHANGE 230/115KV TRANSFORMER CKT 1 6/1/2021 6/1/2021
Line ‐ Osage Station and Line Re‐termination 6/1/2017 6/1/2017
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
TEA AG2‐2010‐011

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

TEA 73981724 SPA          AMRN         25 1/1/2011 1/1/2016 7/1/2011 7/1/2016 ‐$                                       1,272,000$               ‐$                            ‐$                                
‐$                                        1,272,000$                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

73981724 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

73981724 LACYGNE ‐ WEST GARDNER 345KV CKT 1 6/1/2006 6/1/2006

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

73981724 7OVERTON    345.00 () 345/161/13.8KV TRANSFORMER CKT 1 6/1/2013 6/1/2013 ‐$                           ‐$                                   
CLAY ‐ SPRINGFIELD 161KV CKT 1 SWPA 12/1/2013 12/1/2013 14,093$               150,000$                      

Total 14,093$                150,000$                      
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
TEA AG2‐2010‐012

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

TEA 73981725 SPA          AMRN         25 1/1/2011 1/1/2016 7/1/2011 7/1/2016 ‐$                                       1,272,000$               ‐$                            ‐$                                
‐$                                        1,272,000$                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

73981725 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

73981725 LACYGNE ‐ WEST GARDNER 345KV CKT 1 6/1/2006 6/1/2006

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

73981725 7OVERTON    345.00 () 345/161/13.8KV TRANSFORMER CKT 1 6/1/2013 6/1/2013 ‐$                           ‐$                                   
CLAY ‐ SPRINGFIELD 161KV CKT 1 SWPA 12/1/2013 12/1/2013 14,093$               150,000$                      

Total 14,093$                150,000$                      
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
TEXL AG2‐2010‐081

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

TEXL 74243045 CSWS         CSWS         30 1/1/2011 1/1/2015 6/1/2014 6/1/2018 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74243045 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74243045 GEORGIA‐PACIFIC ‐ KEATCHIE REC 138KV CKT 1 6/1/2016 6/1/2016

Reliability Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74243045 DIANA ‐ PERDUE 138KV CKT 1 #1 6/1/2012 6/1/2013
DIANA ‐ PERDUE 138KV CKT 1 #2 6/1/2013 6/1/2014 Yes
EASTON REC ‐ KNOX LEE 138KV CKT 1 6/1/2013 6/1/2013
EASTON REC ‐ PIRKEY 138KV CKT 1 6/1/2012 6/1/2012

Construction Pending ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74243045 SOUTHWEST SHREVEPORT ‐ SPRINGRIDGE PAN‐HARR REC 138KV CKT 1 6/1/2012 6/1/2013
TEXAS EASTMAN ‐ WHITNEY 138KV CKT 1 6/1/2012 6/1/2013 Yes

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74243045 HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

74243045 GRIMES ‐ MT. ZION 138KV CKT 1 12/1/2011 12/1/2011 ‐$                          ‐$                                   
Total ‐$                           ‐$                                   
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
TVAM AG2‐2010‐010

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

TVAM 73877198 SECI         AECI         165 1/1/2012 1/1/2017 6/1/2014 6/1/2019 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

73877198 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

73877198 TUCO ‐ WOODWARD 345 KV CKT 1 12/1/2012 6/1/2014

Construction Pending ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

73877198 CLIFTON ‐ GREENLEAF 115KV CKT 1 1/1/2012 6/1/2013
FLATRDG3    138.00 ‐ HARPER 138KV CKT 1 1/1/2012 6/1/2013
GREENLEAF ‐ KNOB HILL 115KV CKT 1 MKEC 6/1/2012 6/1/2013 10/1/2012

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

73877198 HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010

Third Party Limitations.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

 Allocated E & C 
Cost   Total E & C Cost 

73877198 7OVERTON    345.00 () 345/161/13.8KV TRANSFORMER CKT 1 6/1/2013 6/1/2013 ‐$                          ‐$                                   
Total ‐$                           ‐$                                   
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
WFEC AG2‐2010‐023

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

WFEC 74227938 WFEC         WFEC         260 3/1/2017 3/1/2042 ‐$                                       ‐$                               12,025,658$         47,960,655$             
‐$                                        ‐$                                12,025,658$          47,960,655$              

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74227938 ELK CITY ‐ RED HILLS WIND 138KV CKT 1 6/1/2017 6/1/2017 6,136,531$          7,200,000$                    17,044,652$                 
FPL SWITCH ‐ WOODWARD 138KV CKT 1 6/1/2017 6/1/2017 4,856,437$          6,000,000$                    24,649,266$                 
KNOBHILL 69 kV CAPACITOR BANK 6/1/2017 6/1/2017 250,000$             250,000$                       1,268,897$                    
NORTHWEST 345/138/13.8KV TRANSFORMER CKT 3 Accelerated 6/1/2012 6/1/2014 10/1/2013 782,690$            3,231,887$                    4,997,841$                   

Total 12,025,658$        16,681,887$                 47,960,655$                 

Construction Pending ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74227938 TALOGA (TALOGA) 138/69/13.8KV TRANSFORMER CKT 1 6/1/2017 6/1/2017

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74227938 HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW 7/1/2012 7/1/2012
HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC 7/1/2012 7/1/2012
HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 7/1/2012 7/1/2012
KNOBHILL (KNOBHIL4) 138/69/13.2KV TRANSFORMER CKT 1 6/1/2006 6/1/2008
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010
WOODWARD ‐ WOODWARD EHV 138KV CKT 1 1/1/2010 1/1/2010
WOODWARD ‐ WOODWARD EHV 138KV CKT 2 1/1/2010 1/1/2010
WOODWARD 345/138KV TRANSFORMER CKT 1 1/1/2010 1/1/2010
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
WFEC AG2‐2010‐024

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

WFEC 74227946 WFEC         SPS          40 3/1/2017 3/1/2042 1,942,189$                      ‐$                               1,942,189$            7,395,604$               
1,942,189$                       ‐$                                1,942,189$             7,395,604$                

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

74227946 ELK CITY ‐ RED HILLS WIND 138KV CKT 1 6/1/2017 6/1/2017 1,063,469$          7,200,000$                    2,953,861$                    
FPL SWITCH ‐ WOODWARD 138KV CKT 1 6/1/2017 6/1/2017 865,003$             6,000,000$                    4,390,397$                    
Jones Station Bus#2 ‐ LUBBOCK SOUTH INTERCHANGE 230KV CKT 2 6/1/2017 6/1/2017 13,717$               500,000$                       51,346$                        

Total 1,942,189$          13,700,000$                 7,395,604$                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74227946 BUCKEYE TAP ‐ CUNNINGHAM STATION 115KV CKT 1 6/1/2017 6/1/2017
Line ‐ Osage Station and Line Re‐termination 6/1/2017 6/1/2017
SWISHER COUNTY INTERCHANGE 230/115KV TRANSFORMER CKT 1 6/1/2017 6/1/2017

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

74227946 NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010
WOODWARD ‐ WOODWARD EHV 138KV CKT 1 1/1/2010 1/1/2010
WOODWARD ‐ WOODWARD EHV 138KV CKT 2 1/1/2010 1/1/2010
WOODWARD 345/138KV TRANSFORMER CKT 1 1/1/2010 1/1/2010
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Table 3 ‐ Additional Details for Each Request Including All Facility Upgrades Required and Allocated Costs for Each Upgrade

Customer Study Number
WRGS AG1‐2010‐003

Customer Reservation POR POD
Requested 
Amount

Requested Start 
Date

Requested Stop 
Date

Deferred Start Date 
Without Redispatch

Deferred Stop Date 
Without Redispatch

 Potential Base Plan 
Funding Allowable 

Point‐to‐Point Base 
Rate 

 Allocated E & C 
Cost 

 Total Revenue 
Requirements 

WRGS 73822803 SECI WR 200 8/31/2012 8/31/2022 1/1/2015 1/1/2025 ‐$                                       ‐$                               ‐$                            ‐$                                
‐$                                        ‐$                                ‐$                             ‐$                                 

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

Allocated E & C 
Cost  Total E & C Cost 

 Total Revenue 
Requirements 

73822803 None ‐$                          ‐$                                    ‐$                                   
Total ‐$                           ‐$                                    ‐$                                    

Expansion Plan ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

73822803 TUCO ‐ WOODWARD 345 KV CKT 1 12/1/2012 6/1/2014 Yes

Construction Pending ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

73822803 FLATRDG3    138.00 ‐ HARPER 138KV CKT 1 1/1/2012 6/1/2013 Yes

Priority Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.s

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

73822803 Line ‐ Comanche County ‐ Medicine Lodge 345 kV dbl Ckt 10/31/2011 1/1/2015 Yes
Line ‐ Hitchland ‐ Woodward 345 kV dbl ckt OKGE 10/31/2011 7/1/2014 Yes
Line ‐ Hitchland ‐ Woodward 345 kV dbl ckt SPS 10/31/2011 7/1/2014 Yes
Line ‐ Medicine Lodge ‐ Wichita 345 kV dbl ckt MKEC 10/31/2011 1/1/2015 Yes
Line ‐ Medicine Lodge ‐ Wichita 345 kV dbl ckt WERE 10/31/2011 1/1/2015 Yes
Line ‐ Medicine Lodge ‐ Woodward 345 kV dbl Ckt MKEC 10/31/2011 1/1/2015 Yes
Line ‐ Medicine Lodge ‐ Woodward 345 kV dbl Ckt OKGE 10/31/2011 1/1/2015 Yes
Line ‐ Spearville ‐ Comanche County 345 kV dbl ckt MKEC 10/31/2011 1/1/2015 Yes
Line ‐ Spearville ‐ Comanche County 345 kV dbl ckt SUNC 10/31/2011 1/1/2015 Yes
XFR ‐ Medicine Lodge 345/138 kV 10/31/2011 1/1/2015 Yes

Credits may be required for the following Network Upgrades in accordance with Attachment Z2 of the SPP OATT.

Reservation Upgrade Name DUN EOC
Earliest Start 
Date

Redispatch 
Available

73822803 FLATRDG3    138.00 ‐ HARPER 138KV CKT 1 12/1/2009 6/1/2013
LACYGNE ‐ WEST GARDNER 345KV CKT 1 6/1/2006 6/1/2006
NORTHWEST ‐ WOODWARD 345KV CKT 1 1/1/2010 1/1/2010
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Table 4 ‐ Upgrade Requirements and Solutions Needed to Provide Transmission Service for the Aggregate Study

Transmission Owner Upgrade Solution
Earliest Date 

Upgrade Required 
(DUN)

Estimated Date of 
Upgrade 

Completion (EOC)

Estimated 
Engineering & 

Construction Cost

AEPW CEDARGROVE ‐ SOUTH SHREVEPORT 138KV CKT 1
Rebuild 2.3 miles of 954 ACSR with 1590 ACSR. Replace breaker, switches 
& jumpers @ S. Shreveport. Replace Cedar Grove switch. 6/1/2017 6/1/2017 $                  2,300,000 

OKGE EL RENO ‐ SERVICE PL EL RENO 69KV CKT 1 Replace 400 amp CT in El Reno sub with 800 amp 6/1/2017 6/1/2017 $                     250,000 
OKGE FPL SWITCH ‐ WOODWARD 138KV CKT 1 Reconductor/rebuild 12.07 miles of line to 795AS33. 6/1/2017 6/1/2017 $                  6,000,000 
OKGE KNOBHILL 69 kV CAPACITOR BANK Install 15 MVAR cap bank at Knobhill 69 kV Sub 6/1/2017 6/1/2017 $                     250,000 
OKGE NORTHWEST 345/138/13.8KV TRANSFORMER CKT 3 Accelerated Install third 345/138 kV Bus Tie in Northwest Sub 6/1/2012 6/1/2014 $                  3,231,887 

SPS Jones Station Bus#2 ‐ LUBBOCK SOUTH INTERCHANGE 230KV CKT 2 Upgrde Line trap at both Jones Bus # 2and Lubbock South iInterchange 6/1/2017 6/1/2017 $                     500,000 
WERE EL PASO ‐ FARBER 138KV CKT 1 Tear down / Rebuild 3.1 miles with dual 477 ACSR 5/31/2014 6/1/2015 $                  3,000,000 
WFEC ELK CITY ‐ RED HILLS WIND 138KV CKT 1 Upgrade Elk City to RHWIND4 TO 1113 6/1/2017 6/1/2017 $                  7,200,000 

Construction Pending Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Transmission Owner Upgrade Solution
Earliest Date 

Upgrade Required 
(DUN)

Estimated Date of 
Upgrade 

Completion (EOC)

AEPW SOUTHWEST SHREVEPORT ‐ SPRINGRIDGE PAN‐HARR REC 138KV CKT 1 Rebuild 7.11 miles of 397.5 ACSR with 1272 ACSR 6/1/2012 6/1/2013

AEPW TEXAS EASTMAN ‐ WHITNEY 138KV CKT 1
Rebuild 2.49 miles with 1590 ACSR. Replace wavetrap & jumpers @ 
Whitney. Replace metering CT @ Texas Eastman 6/1/2012 6/1/2013

MKEC CLIFTON ‐ GREENLEAF 115KV CKT 1 Rebuild 14.4 miles 1/1/2012 6/1/2013
MKEC FLATRDG3 138.00 ‐ HARPER 138KV CKT 1 Rebuild 24.15 mile line 1/1/2012 6/1/2013
MKEC GREENLEAF ‐ KNOB HILL 115KV CKT 1 MKEC Rebuild 43.5% Ownership of 20.9 miles 6/1/2012 6/1/2013

NPPD ALBION ‐ PETERSBURG 115KV CKT 1

Replace Breaker Switch 1106‐D and jumpers at Albion. Replace main bus 
at Petersburg. Upgrade and replace transmission structures on 115 kV 
lineto facilitate 100 degrees Centigrade line operation. 12/1/2011 1/1/2013

NPPD NELIGH ‐ PETERSBURG 115KV CKT 1

Replace Breaker 1106, jumpers, and 115 kV Switch 1106‐D2 at Neligh. 
Replace main bus at Petersburg. Upgrade and replace transmission 
structures on 115 kV lineto facilitate 100 degrees Centigrade line 
operation. 12/1/2011 1/1/2013

WERE CRESWELL ‐ OAK 69KV CKT 1 Replace jumpers and bus, and reset CTs and relaying. Rebuild substations. 5/31/2014 5/31/2014
WFEC CANTON ‐ TALOGA 69KV CKT 1 UPGRADE CANTON TO TALOGA TO 336.4 12/1/2011 6/1/2013
WFEC TALOGA (TALOGA) 138/69/13.8KV TRANSFORMER CKT 1 Auto XFMR 56 to 112MVA 6/1/2017 6/1/2017
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Table 4 ‐ Upgrade Requirements and Solutions Needed to Provide Transmission Service for the Aggregate Study

Planned Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Transmission Owner Upgrade Solution
Earliest Date 

Upgrade Required 
(DUN)

Estimated Date of 
Upgrade 

Completion (EOC)

WERE BELL ‐ PECK 69KV CKT 1
Tear down / Rebuild 8.23 mile Bell‐Peck 69 kV line with 1192 ACSR and 
replace CT 5/31/2014 5/31/2014

WERE BELL ‐ SUMNER COUNTY NO. 3 MILLER 69KV CKT 1 Tear down / Rebuild 7.3‐miles with 954 ACSR 5/31/2014 6/1/2014
WERE CITY OF WELLINGTON ‐ SUMNER COUNTY NO. 3 MILLER 69KV CKT 1 Tear down / Rebuild 2.1‐miles with 954 ACSR 5/31/2014 6/1/2014
WERE CITY OF WELLINGTON ‐ SUMNER COUNTY NO. 4 ROME 69KV CKT 1 Tear down / Rebuild 9.1‐miles with 954 ACSR 5/31/2014 6/1/2014

WERE CITY OF WINFIELD ‐ TIMBER JUNCTION 69KV CKT 1 Tear down / Rebuild 14.63‐mile Timber Tap‐Winfield 69 kV line, 954 ACSR 6/1/2012 6/1/2012
WERE CRESWELL ‐ SUMNER COUNTY NO. 4 ROME 69KV CKT 1 Tear down / Rebuild 9.4‐miles with 954 ACSR 5/31/2014 6/1/2014

WERE RICHLAND ‐ UDALL 69KV CKT 1
Tear down / Rebuild 8.48‐mile Richland‐Udall 69 kV line using 954 kcmil 
ACSR 6/1/2012 6/1/2012

WERE TIMBER JUNCTION ‐ UDALL 69KV CKT 1 Tear down / Rebuild Udall‐Timber Jct 69 kV using 954 kcmil ACSR 6/1/2012 6/1/2012

Priority Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Transmission Owner Upgrade Solution
Earliest Date 

Upgrade Required 
(DUN)

Estimated Date of 
Upgrade 

Completion (EOC)

MKEC Line ‐ Comanche County ‐ Medicine Lodge 345 kV dbl ckt

Build a new 55 mile double circuit 345 kV line with at least 3000 A capacity 
from the Medicine Lodge 345 kV substation to the new Comanche County 
substation. Build a new 345 kV substation at Medicine Lodge with a ring 
bus and necessary terminal equipment. 10/31/2011 1/1/2015

MKEC Line ‐ Medicine Lodge ‐ Wichita 345 kV dbl ckt MKEC

Build a new 35 mile double circuit 345 kV line with at least 3000 A capacity 
from the new Medicine Lodge 345 kV substation to the WR interception 
from the Wichita substation. 10/31/2011 1/1/2015

MKEC Line ‐ Medicine Lodge ‐ Woodward 345 kV dbl Ckt MKEC

Build a new 28.6 mile dbl ckt 345 kV line with at least 3000 A capacity from 
the Medicine Lodge sub to the KS/OK state border towards the Woodward 
District EHV sub. Install the necessary breakers and terminal equipment at 
the Medicine Lodge sub. 10/31/2011 1/1/2015

MKEC Line ‐ Spearville ‐ Comanche County 345 kV dbl ckt MKEC Build a new 27.5 mile double circuit 345 kV line 10/31/2011 1/1/2015

MKEC XFR ‐ Medicine Lodge 345/138 kV
Install a 400 MVA 345/138 kV transformer at the new 345 kV Medicine 
Lodge substation. 10/31/2011 1/1/2015

OKGE Line ‐ Hitchland ‐ Woodward 345 kV dbl ckt OKGE Build a new 60.5 mile double circuit 345 kV line 10/31/2011 7/1/2014

OKGE Line ‐ Medicine Lodge ‐ Woodward 345 kV dbl Ckt OKGE

Build a new 79 mile dbl ckt 345 kV line with at least 3000 A capacity from 
the Woodward District EHV sub to the KS/OK state border towards the 
Medicine Lodge sub. Upgrade the Woodward Distric EHV sub with the 
necessary breakers and terminal equipment. 10/31/2011 1/1/2015

SPS Line ‐ Hitchland ‐ Woodward 345 kV dbl ckt SPS Build a new 60.5 mile double circuit 345 kV line 10/31/2011 7/1/2014

SUNC Line ‐ Spearville ‐ Comanche County 345 kV dbl ckt SUNC

Build a new 27.5 mile double circuit 345 kV line with at least 3000 A 
capacity from the Spearville substation to the MKEC interception point 
from the new Comanche County substation. 10/31/2011 1/1/2015

WERE Line ‐ Medicine Lodge ‐ Wichita 345 kV dbl ckt WERE Build a new 35 mile double circuit 345 kV line 10/31/2011 1/1/2015

Expansion Plan Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Transmission Owner Upgrade Solution
Earliest Date 

Upgrade Required 
(DUN)

Estimated Date of 
Upgrade 

Completion (EOC)

AEPW GEORGIA‐PACIFIC ‐ KEATCHIE REC 138KV CKT 1 Rebuild 12.63 miles of 795 ACSR with 1272 ACSR 6/1/2016 6/1/2016

KACP IATAN ‐ NASHUA 345KV CKT 1
Tap Nashua 345kV bus in Hawthorn ‐ St. Joseph 345 kV line. Build new 345 
kV line from Iatan to Nashua,Add Nashua 345/161 kV 6/1/2012 6/1/2015

MIDW HEIZER ‐ MULLERGREN 115 KV CKT 1 MIDW Install 115 kV bay at Heizer and update relaying equipment 7/1/2011 6/1/2012

MKEC HEIZER ‐ MULLERGREN 115 KV CKT 1 MKEC

Construct approximately one mile of 115‐kV transmission line from the 
Great Bend (Mullergren) generation station to Heizer Substation with 795 
ACSR conductor 7/1/2011 6/1/2012

NPPD OGALLALA 230/115KV TRANSFORMER CKT 1 Replace 187MVA Ogallala transformer with 336MVA Ogallala transformer 7/1/2011 6/1/2014
OKGE TUCO ‐ WOODWARD 345 KV CKT 1 Build new 345 kV line from Woodward EHV to Tuco 12/1/2012 6/1/2014

SPS BUCKEYE TAP ‐ CUNNINGHAM STATION 115KV CKT 1
Reconductor Buckeye tap to Cunningham 115 kV 8.55 miles with 795 ACSR 
and replace Line Trap, CT, Jupers and Switch at Cunningham 6/1/2017 6/1/2017

SPS GRASSLAND INTERCHANGE 230/115KV TRANSFORMER CKT 1 Upgrade the Grassland 230/115 kV transformer to 150/165 MVA. 6/1/2021 6/1/2021

SPS Line ‐ Osage Station and Line Re‐termination
Osage station & line reterminations with a new 2 mile 115 kV line from 
Randall Co 6/1/2017 6/1/2017

SPS NEWHART INTERCHANGE PROJECT

Tap the Potter Interchange ‐ Plant X Station 230 kV line for new Newhart 
Substation and install 230/115 kV, 150/173 MVA transformer. New 15 mile 
Lampton Interchange ‐ Hart Industrial Substation 115 kV line. New 19 mile 
Swisher County Interchange ‐ Newhart 7/1/2011 6/1/2015

SPS OXY PERMIAN SUB ‐ SANGER SWITCHING STATION 115KV CKT 1 Reconductor from Sanger switch to OXY PERMIAN SUB 6/1/2017 6/1/2017
SPS PLESANT HILL ‐ ROOSEVELT 230KV CKT 1 Build new Pleasant Hill ‐ Roosevelt County 230 kV line. 7/1/2011 6/1/2013
SPS SWISHER COUNTY INTERCHANGE 230/115KV TRANSFORMER CKT 1 Upgrade the Swisher County 230/115 kV TF. 6/1/2017 6/1/2017

SPS WOLFFORTH INTERCHANGE ‐ YUMA INTERCHANGE 115KV CKT 1

Replace wavetraps, CTs and jumpers at both Wolfford and Yuma 
substations such that terminal equipment constrains the 192 MVA rating 
of the 115 kV line T72 7/1/2011 6/1/2012

WERE 87th Street Interconnection

Add new substation by tapping Stranger‐Craig 345kV, add 560MVA three 
winding transformer, new substation tapping 95th & Waverly‐Monticello 
115kV, tear down and rebuild existing line as new double circuit. 6/1/2012 6/1/2013
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Table 4 ‐ Upgrade Requirements and Solutions Needed to Provide Transmission Service for the Aggregate Study

Reliability Projects ‐ The requested service is contingent upon completion of the following upgrades. Cost is not assignable to the transmission customer.

Transmission Owner Upgrade Solution
Earliest Date 

Upgrade Required 
(DUN)

Estimated Date of 
Upgrade 

Completion (EOC)

AEPW DIANA ‐ PERDUE 138KV CKT 1 #1
Replace Breakers 9310 & 10080 & five switches @ Perdue. Replace switch 
12798 @ Diana 6/1/2012 6/1/2013

AEPW DIANA ‐ PERDUE 138KV CKT 1 #2

Rebuild 21.85 mile Diana‐Perdue 138 kV line. Replace switches, wave traps 
and jumpers, and upgrade CT ratios at Diana and Perdue. Upgrade relay 
settings at Diana. 6/1/2013 6/1/2014

AEPW EASTON REC ‐ KNOX LEE 138KV CKT 1 Replace Wavetrap & reset CTs at Knox Lee 6/1/2013 6/1/2013
AEPW EASTON REC ‐ PIRKEY 138KV CKT 1 Replace Breaker, Wavetrap, and reset relays at Pirkey 6/1/2012 6/1/2012
AEPW WELSH REC ‐ WILKES 138KV CKT 1 Replace line switches and switch 1L76 @ Wilkes 6/1/2013 6/1/2013
OKGE NUMA 69 kV Capacitor Bank Install 12 MVAR Capacitor Bank in NUMA SUB 6/1/2017 6/1/2017
OMPA OMGONTER 69.000 ‐ OMNEASTT 69KV CKT 1 Breaker CT 6/1/2017 6/1/2017
OMPA OMHUFFYT ‐ OMMORANT 69KV CKT 1 Breaker CT 6/1/2013 6/1/2013
OMPA OMHUFFYT ‐ OMPA‐PONCA CITY 69KV CKT 1 Breaker CT 6/1/2013 6/1/2013
OMPA OMKAWS ‐ OMPECANT 69KV CKT 1 Breaker CT 6/1/2013 6/1/2013
OMPA OMMORANT ‐ OSAGE 69KV CKT 1 Breaker CT 6/1/2017 6/1/2017
OMPA OMNEASTT ‐ OMNWESTT 69KV CKT 1 Breaker CT 6/1/2013 6/1/2013
OMPA OMNWESTT ‐ OMPA‐PONCA CITY 69KV CKT 1 Breaker CT 6/1/2013 6/1/2013
OMPA OMPECANT ‐ OMWW 69.000 69KV CKT 1 Breaker CT 6/1/2013 6/1/2013
OMPA OMWW 69.000 ‐ OSAGE 69KV CKT 1 Breaker CT 6/1/2013 6/1/2013
SPS DEAF SMITH COUNTY INTERCHANGE (GE M101353) 230/115/13.2KV TRANSFORMER CKT 1 Upgrade 230/115 kV transformer to match transformer #1. 6/1/2012 6/1/2013

SUNC FLETCHER ‐ HOLCOMB 115KV CKT 1
Rebuild 11.1 miles of the 18.3 mile Fletcher ‐ Holcomb 115 kV line with 954 
ACSR Cardinal 7/1/2011 6/1/2014

WERE EAST MANHATTAN ‐ JEFFREY ENERGY CENTER 230KV CKT 1 Rebuild existing line to 345 kV operated as 230 kV 6/1/2019 6/1/2019
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Table 4 ‐ Upgrade Requirements and Solutions Needed to Provide Transmission Service for the Aggregate Study

Network Upgrades requiring credits per Attachment Z2 of the SPP OATT.

Transmission Owner Upgrade Solution
Earliest Date 

Upgrade Required 
(DUN)

Estimated Date of 
Upgrade 

Completion (EOC)

AEPW ALUMAX TAP ‐ BANN 138KV CKT 1

Replace six (6) 138 kV switches, five at Bann & one at Alumax Tap. Rebuild 
0.67 miles of 1024 ACAR with 2156 ACSR. Replace wavetrap & jumpers @ 
Bann. Replace breaker 3300 @ Bann. 6/1/2008 6/1/2008

AEPW ASHDOWN REC (MILLWOOD) ‐ OKAY 138KV CKT 1
Recunductor and convert line to 138 kV and replace switches at Ashdown 
REC 7/1/2012 7/1/2012

AEPW ASHDOWN REC (MILLWOOD) ‐ PATTERSON 138KV CKT 1
Reconductor Line & Convert Line to 138 kV and convert Patterson station 
to breaker‐and‐a half cofiguration 7/1/2012 7/1/2012

AEPW BANN ‐ RED SPRINGS REC 138KV CKT 1 Replace 138 kV breakers 3300 & 3310 7/1/2012 7/1/2012
AEPW HUGO POWER PLANT ‐ VALLIANT 345 KV AEPW Vallient 345 KV line terminal 7/1/2012 7/1/2012

AEPW MCNAB REC ‐ TURK 115KV CKT 1

Build a new two mile, 138 kV, 1590 ACSR line section (operated at 115 kV) 
from Turk Substation to the existing Okay‐ Hope 115 kV line to form a Turk 
‐ Hope 115 kV line. 7/1/2012 7/1/2012

AEPW OKAY ‐ TURK 138KV CKT 1

Build two mile, 138 kV, 1590ACSR line section from Turk Sub to existing 
Okay‐Hope 115 kV line and rebuild twelve miles of 115 kV line to Okay Sub 
to 138 kV, 1590 ACSR , to form a Turk‐Okay 138 kV line 7/1/2012 7/1/2012

AEPW SE TEXARKANA ‐ TURK 138KV CKT 1
Build new Turk‐SE Texarkana 138 kV line and add SE Texarkana 138 kV 
terminal. 7/1/2012 7/1/2012

AEPW SUGAR HILL ‐ TURK 138KV CKT 1 Build new Turk‐Sugar Hill 138 kV line and add Sugar Hill 138 kV terminal. 7/1/2012 7/1/2012

EMDE SUB 110 ‐ ORONOGO JCT. ‐ SUB 167 ‐ RIVERTON 161KV CKT 1 Reconductor Oronogo 59467 to Riverton 59469 with Bundled 556 ACSR 6/1/2011 6/1/2011

KACP LACYGNE ‐ WEST GARDNER 345KV CKT 1 KCPL Sponsored Project to Reconductor Line to be In‐Service by 6/1/2006 6/1/2006 6/1/2006
MKEC CLIFTON ‐ GREENLEAF 115KV CKT 1 Rebuild 14.4 miles 6/1/2011 6/1/2013
MKEC FLATRDG3 138.00 ‐ MEDICINE LODGE 138KV CKT 1 Rebuild 8.05 mile line 12/1/2009 6/1/2013
MKEC FLATRDG3 138.00 ‐ HARPER 138KV CKT 1 Rebuild 24.15 mile line 12/1/2009 6/1/2013
MKEC GREENLEAF ‐ KNOB HILL 115KV CKT 1 MKEC Rebuild 43.5% Ownership of 20.9 miles 6/1/2013 6/1/2013
MKEC MEDICINE LODGE ‐ PRATT 115KV CKT 1 Rebuild 26 mile line 12/1/2009 6/1/2013
MKEC MEDICINE LODGE 138/115KV TRANSFORMER CKT 1 Displacement Upgrade transformer 12/1/2009 6/1/2013
OKGE KNOBHILL (KNOBHIL4) 138/69/13.2KV TRANSFORMER CKT 1 Replace bus tie with 100MVA transformer 6/1/2006 6/1/2008
OKGE NORTHWEST ‐ WOODWARD 345KV CKT 1 Build 120 miles of 345 kV 1/1/2010 1/1/2010
OKGE WOODWARD ‐ IODINE 138KV CKT 1 Tap Iodine to Woodward 138 kV line 1/1/2010 1/1/2010
OKGE WOODWARD ‐ WOODWARD EHV 138KV CKT 1 Build .5 miles of 138 kV and install terminal equipment 1/1/2010 1/1/2010
OKGE WOODWARD ‐ WOODWARD EHV 138KV CKT 2 Build .5 miles of 138 kV and install terminal equipment 1/1/2010 1/1/2010
OKGE WOODWARD 345/138KV TRANSFORMER CKT 1 Install 345/138 kV XF 1/1/2010 1/1/2010
WFEC HUGO POWER PLANT ‐ VALLIANT 345 KV WFEC New 19 miles 345 KV 7/1/2012 7/1/2012
WFEC HUGO POWER PLANT 345/138KV TRANSFORMER CKT 1 New 345/138 kv Auto 7/1/2012 7/1/2012
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Table 5 ‐ Third Party Facility Constraints

Transmission Owner UpgradeName Solution
Earliest Date 
Upgrade 

Required (DUN)

Estimated Date of 
Upgrade 

Completion (EOC)

Estimated 
Engineering & 

Construction Cost

AMRN 7OVERTON    345.00 () 345/161/13.8KV TRANSFORMER CKT 1 Add a second 345/161 Transformer at Overton 6/1/2013 6/1/2013  Indeterminate 
CELE BOGALUSA ‐ RAMSAY 230KV CKT 1 CELE Indeterminate 10/1/2012 10/1/2012  Indeterminate 
CELE COCODRIE 230/138KV TRANSFORMER CKT 1 Replace Cocodrie 230/138 kV Auto XFMR 10/1/2013 10/1/2013  $                6,000,000 
CELE COUGHLIN ‐ PLAISANCE 138KV CKT 1 Indeterminate 10/1/2013 10/1/2013  Indeterminate 
CELE GIBSON ‐ RAMOS 138KV CKT 1 CELE Indeterminate 6/1/2017 6/1/2017  Indeterminate 
EES 3GRENWD ‐ TERREBONNE 115KV CKT 1 EES Indeterminate 6/1/2013 6/1/2013  Indeterminate 
EES 6AIRLINE 230.00 ‐ SORRENTO 230KV CKT 1 Indeterminate 12/1/2013 12/1/2013  Indeterminate 
EES 6VIGNES ‐ COLY 230KV CKT 1 EES Indeterminate 10/1/2013 10/1/2013  Indeterminate 
EES AAC CORP ‐ LICAR 230KV CKT 1 Indeterminate 12/1/2013 12/1/2013  Indeterminate 
EES AAC CORP ‐ POLSCAR 230KV CKT 1 Indeterminate 12/1/2013 12/1/2013  Indeterminate 
EES ALCHEM ‐ MONOCHEM 1 138KV CKT 1 Indeterminate 12/1/2013 12/1/2013  Indeterminate 
EES BAXTER WILSON SES ‐ SOUTHEAST VICKSBURG 115KV CKT 1 Indeterminate 6/1/2013 6/1/2013  Indeterminate 
EES GERALD ANDRUS SES 230/115KV TRANSFORMER CKT 1 Indeterminate 6/1/2013 6/1/2013  Indeterminate 
EES GIBSON ‐ RAMOS 138KV CKT 1 EES Indeterminate 6/1/2017 6/1/2017  Indeterminate 
EES GRIMES ‐ MT. ZION 138KV CKT 1 Indeterminate 12/1/2011 12/1/2011  Indeterminate 
EES LINE 558 TAP ‐ MT. ZION 138KV CKT 1 Indeterminate 6/1/2017 6/1/2017  Indeterminate 
EES MCADAMS 500/230KV TRANSFORMER CKT 1 Indeterminate 7/1/2011 7/1/2011  Indeterminate 
EES WILLOW GLEN 500/230KV TRANSFORMER CKT 1 Indeterminate 12/1/2013 12/1/2013  Indeterminate 
LAGN 3GRENWD ‐ HUMPHREY 115KV CKT 1 LAGN Indeterminate 6/1/2013 6/1/2013  Indeterminate 
LAGN 3GRENWD ‐ TERREBONNE 115KV CKT 1 LAGN Indeterminate 6/1/2013 6/1/2013  Indeterminate 
LAGN 6AIRLINE 230.00 ‐ 6VIGNES 230KV CKT 1 LAGN Indeterminate 7/1/2011 7/1/2011  Indeterminate 
LAGN 6CAJUN1 ‐ ADDIS 230KV CKT 1 LAGN Indeterminate 10/1/2013 10/1/2013  Indeterminate 
LAGN 6VIGNES ‐ COLY 230KV CKT 1 LAGN Indeterminate 10/1/2013 10/1/2013  Indeterminate 
SWPA 5BLEDSOE ‐ TRUMAN 161KV CKT 1 SWPA Replace wave trap and CTs at Truman. 6/1/2017 6/1/2017  $                     70,000 
SWPA CLAY ‐ SPRINGFIELD 161KV CKT 1 SWPA Replace 600 amp disconnect switches at Springfield. 12/1/2013 12/1/2013  $                   150,000 
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